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ABBREVIATIONS

ACFM actual cubic feet per minute

cc (ml) cubic centimeter (milliliter)

DSCFM dry standard cubic foot of dry gas per minute
DSML dry standard milliliter

DEG-F (°F) degrees Fahrenheit

DIA. Diameter

FT/SEC feet per second

g gram

GPM gallons per minute

GR/ACF grains per actual cubic foot

GR/DSCF grains per dry standard cubic foot
g/dscm grams per dry standard meter

HP horsepower

HRS hours

IN. inches

IN.HG. inches of mercury

IN.WC. inches of water

LB pound

LB/DSCF pounds per dry standard cubic foot
LB/HR pounds per hour

LB/10°BTU pounds per million British Thermal Units heat input
LB/MMBTU pounds per million British Thermal Units heat input
MW megawatt

mg/dscm milligrams per dry standard cubic meter
ug/dscm micrograms per dry standard cubic meter
microns (um) micrometer

MIN. minutes

ng nanograms

PM particulate matter

PPH pounds per hour

PPM parts per million

ppmC parts per million carbon

ppm,d parts per million, dry

ppm,w parts per million, wet

ppt parts per trillion

PSI pounds per square inch

SQ.FT. square feet

TPD tons per day

ug micrograms

viv percent by volume

wiw percent by weight

Standard conditions are defined as 68 °F (20 °C) and 29.92 IN. of mercury pressure

J\word\methods\abbreviations.doc
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1 INTRODUCTION

On September 21-22, 2011, Interpoll Laboratories personnel conducted a Title 40, Part 75,
SO,/NO,/CO; and Flow Relative Accuracy Test Audit of the CEM System installed on the S20 Stack at the

Manitowoc Public Utilities Facility in Manitowoc, Wisconsin. The following CEMs were tested:

Monitor .

Type  Manufacturer Maodel Serial No. Location
NO« TECO . 42i-d 0908635558 S20 Stack
SO, TECO 43i 0908635559 S20 Stack
CO; TECO 41i 0811429266 S20 Stack
Flow United Sciences 100 9401760 S20 Stack

On-site testing was performed by Rory Eiynck and Andrew Strong. Jake Jensen of Mechanical
Systems, Inc. provided coordination between testing activities and plant operation. A representative of the

Wisconsin DNR did not witness testing.

Sulfur dioxide, oxides of nitrogen, and carbon dioxide evaluations were performed in accordance
with EPA Methods 3A 6C, and 7E CFR Title 40, Part 60, Appendix A (revised August, 2010) and as per
Part 75. For oxygen analysis, a slipstream of sample gas was withdrawn from the exhaust gas stream using
test ports (provided by the plant) on the stack adjacent to the CEMS using a heat-traced probe and filter
assembly. After passing through the filter, the gas passed through two condenser-type moisture removal
systems operating in series. The particulate-free dry gas was then transported to the oxygen analyzer with
the excess exhausted to the atmosphere through a calibrated orifice, which was used to ensure that the flow
from the stack exceeds the requirements of the analyzer. For SO,, NOy and CO; analysis, a dilution probe
based system was used. In this system a slipstream of exhaust gas is drawn from the exhaust gas stream
using an M&C dilution probe. The sample stream is filtered and diluted (approximate dilution during these

tests was 100:1) before delivery to the SO,, NOx and CO, analyzers.
The test runs were performed by moving the sample probe through a three-point traverse (1/6, 3/6,

5/6 of the duct depth). The instruments were calibrated before and after the runs as per EPA Methods 3A,
6C, and 7E using EPA Protocol gases.
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The reference method CO,, SO, and NOy concentrations were recorded using a computer

datalogger. Copies of the computer printouts are included in this report.

Moisture determinations were performed in accordance with EPA Method 4. Volumetric flow rate
determinations were determined with a Type S pitot tube using EPA Method 2 and applying the default wall
adjustment factor of 0.9900 for a brick lined stack according to Method 2H, section 2.2.2. Flow
measurements were conducted from four test ports oriented at ninety degrees on the stack using a 16-point

traverse. The flow rate monitor was certified at low and mid load conditions.

The results of the CEM Relative Accuracy Test Audit are summarized in Section 2. Field data and

all other supporting information are presented in the appendices.
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2 SUMMARY AND DISCUSSION

The results of the Relative Accuracy Test Certification are summarized in the following tables. An

overview of the results is presented below:

520 STACK RELATIVE ACCURACY RESULTS

Parameter Units Measured
NO, LB/10°BTU 5.61
NOx ppm,w 2.62
SO, ppm,w 4,51
SO, LB/10°BTU 7.24
CO, % VIV, W 3.19
Flow (LOW/NORMAL) SCFH 1.74
Flow (MID) SCFH 2.93

No difficulties were encountered in the field or in the evaluation of the data. On the basis of these

facts and a complete review of the data and results, it is our opinion that the CO,, SO, and NOy

concentrations reported herein are accurate and closely reflect the actual values, which existed at the time

the test was performed.
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Summary of the Results of the September 22, 2011, Relative Accuracy Test Audit
of the NOx Analyzer Installed on the Boiler $20 Stack at the
Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

Low "Normal" Load (80 Kibs/Hr)

Nox Lbs/mmBTU

Run Date Time RM CEM DIFF.
1 09/22/11 19:40 20:00 0.146 0.151 -0.005
2 09/22/11 20:50 21:10 0.172 0.174 -0.002
3 09/22/11 21:25 21:45 0.162 0.158 0.004
4 09/22/11 22:00 22:20 0.182 0.177 0.005
5 09/22/11 22:35 22:55 0.173 0.165 0.008
6 09/22/11 23:10 23:30 0.175 0.167 0.008
7 09/22/11 12:00 12:20 0.177 0.166 0.011
8 * 09/22/11 12:35 12:55 0.188 0.175 0.013
9 09/22111 1:10 1:30 0.188 0.178 0.010
10 09/22/11 1:45 2:05 0.191 0.181 0.010
Average Diff, 0.174 0.169 0.005444
Standard Deviation 0.006
Confidence Coefficient 0.004316
Relative Accuracy 5.61
Bias Test Fail
Bias Adjustment Factor 1.032

* Run was not used in Relative Accuracy calculation

RM = Reference Method

CEM = Continuous Emission Monitor
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Summary of the Results of the September 22, 2011, Relative Accuracy Test Audit
of the NOx Analyzer Installed on the Boiler S20 Stack at the
Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

Low "Normal" Load (80 Klbs/Hr)

Nox ppm, wet

Run Date Time RM CEM DIFF.
1 09/22/11 19:40 - 20:00 40.6 42.6 -2.0
2 09/22/11 20:50 - 21:10 47.0 49.0 -2.0
3 09/22/11 2125 - 2145 46.1 45.9 0.2
4 09/22/11 22:00 - 22:20 51.2 51.4 -0.2
5 09/22/11 22:35 - 2255 48.6 47.6 1.0
6 09/22/11 23110 - 23:30 49.4 48.1 1.3
7 09/22/11 12:.00 - 12:20 50.1 48.6 1.5
8 * 092211 12:35 - 1255 52.3 50.5 1.8
9 09/22/11 110 -  1:30 52.4 51.1 1.3
10 09/22/11 145 - 2:05 53.0 52.1 0.9
Average Diff. 48,711 48.489 0.222
Standard Deviation 1.373
Confidence Coefficient 1.055188
Relative Accuracy 2.62
Bias Test Pass
" Bias Adjustment Factor 1.005

* Run was not used in Relative Accuracy calculation
RM = Reference Method

CEM = Continuous Emission Monitor
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Summary of the Results of the September 22, 2011, Relative Accuracy Test Audit
of the SO2 Analyzer Installed on the Boiler S20 Stack at the
Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

Low "Normal” Load (80 Kibs/Hr)

SO, ppm, wet
Run Date Time RM CEM DIFF.
1 * 09722111 19:40 - 20:00 153.9 146.3 7.6
2 09/22/11 20:50 - 21:10 88.0 84.7 3.3
3 09/22/11 21:256 - 2145 107.8 102.5 5.3
4 09/22/11 22:.00 - 22:20 86.6 82.2 4.4
5 09/22/11 22:35 - 22:55 95.6 92.1 3.5
6 09/22/11 23:10 - 23:30 95.0 90.9 4.1
7 09/22/11 12:00 - 12:20 97.4 94.6 2.8
8 09/22/11 12:35 - 12:55 92.7 89.5 3.2
9 09/22/11 1:10 - 1:30 93.8 91.1 2.7
10 09/22/11 1.45 - 205 91.2 88.2 3.0
Average Diff. 94.233 90.644 3.588889
Standard Deviation 0.855
Confidence Coefficient 0.657249
Relative Accuracy 4.51
Bias Test Fail
Bias Adjustment Factor 1.040

* Run was not used in Relative Accuracy calculation
RM = Reference Method

CEM = Continuous Emission Monitor
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Summary of the Results of the September 22, 2011, Relative Accuracy Test Audit
of the SO2 Analyzer Installed on the Boiler S20 Stack at the
Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

Low "Normal" Load (80 Klbs/Hr)

SO, Lbs/mmBTU

Run Date Time RM CEM DIFF.
1 * 09722111 19:40 - 20:00 0.769 0.717 0.052
2 09/22/11 20:50 - 2110 0.447 0.419 0.028
3 09/22/11 21:256 - 21:45 0.528 0.490 0.038
4 09/22/11 22:.00 - 22:20 0.429 0.395 0.034
5 09/22/11 22:35 - 22:55 0.474 0.444 0.030
6 09/22/11 23:10 - 23:30 0.470 0.437 0.033
7 09/22/11 12:00 - 12:20 0.479 0.449 0.030
8 09/22/11 12:35 - 12:55 0.463 0.432 0.031
9 09/22/11 1:10 - 1:30 0.467 0.440 0.027
10 09/22/111 1:45 -~ 2:.05 0.456 0.425 0.031
Average Diff. 0.468 0.437 0.031333
Standard Deviation 0.003
Confidence Coefficient 0.002549
Relative Accuracy 7.24
Bias Test Fail
Bias Adjustment Factor 1.072

* Run was not used in Relative Accuracy calculation
RM = Reference Method

CEM = Continuous Emission Monitor
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Summary of the Results of the September 22, 2011, Relative Accuracy Test Audit
on the CO2 Analyzer Installed on the Boiler S20 Stack at the
Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

Low "Normal" Load (80 Kibs/Hr)

CO,, wet Summary

Run Date Time RM CEM DIFF.
1 09/22/11 1220 - 1240 6.1 6.2 -0.1
2 09/22/11 12:50 - 13:10 6.0 6.2 -0.2
3 09/22/11 13:20 - 1340 6.2 6.4 -0.2
4 09/22/11 13:50 - 1410 6.2 6.3 -0.1
5 09/22/11 14:30 - 14:50 6.2 6.3 -0.1
6 09/22/11 16:00 - 15:20 6.2 6.3 -0.1
7 09/22/11 15:30 - 1550 6.2 6.4 -0.2
8 09/22/11 14:00 - 14:20 6.1 6.3 -0.2
9 09/22/11 16:30 - 16:50 6.1 6.3 -0.2
10 *09/22/11 17:.00 - 17:20 6.1 6.3 -0.2
Average Difference 6.144 6.300 -0.15556
Standard Deviation 0.053
Confidence Coefficient 0.040512
Relative Accuracy 3.19
Bias Test Pass
Bias Adjustment Factor 0.975

* Run was not used in Relative Accuracy calculation
RM = Reference Method

CEM = Continuous Emission Monitor
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Summary of the Results of the September 22, 2011, Relative Accuracy Test Audit
on the Flow Analyzer Installed on the Boiler S20 Stack at the
Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

Low "Normal" Load (80 Klbs/Hr)

Flow (SCFH) Summary
Run Date Time RM CEM DIFF.

1 09/22/11 12:27 - 1235 3,453,000 3,383,249 69,751

2 09/22/114 12:50 - 13:00 3,440,000 3,426,237 13,763

3 * 09/22/11 13:20 - 13:30 3,378,000 3,509,803 -131,803

4 09/22/11 13:50 - 14:00 3,389,000 3,517,113 -128,113

5 09/22/11 14:30 - 14:40 3,538,000 3,479,522 58,478

6 09/22/11 16:.00 - 15:10 3,482,000 3,622,829 -40,829

7 09/22/11 16:30 - 15140 3,385,000 3,436,557 -51,6567

8 09/22/11 14.00 - 14:10 3,429,000 3,500,158 -71,158

9 09/22/11 16:30 - 16:40 3,490,000 3,465,973 24,027

10 09/22/11 17:00 - 1710 3,530,000 3,460,722 69,278
Average Difference 3459656.556 3465817.900 -6262.34444
Standard Deviation 70088.956
Confidence Coefficient 53875.044557
Relative Accuracy 1.74
Bias Test Pass
Bias Adjustment Factor 0.998

* Run was not used in Relative Accuracy calculation

RM = Reference Method

CEM = Continuous Emission Monitor
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Results of the September 21, 2011 Relative Accuracy Test Audit

of the Flow Analyzer Installed on the Boiler S20 Stack at the

Manitowoc Public Utilities Plant located in Manitowoc, Wisconsin.

140 Klbs/Hr

Flow (SCFH)

Run Date Time RM CEM DIFF.
1 09,2111 20:35 - 20:44 4,053,000 4,003,975 49,025
2 09/21/11 8:45 - 20:52 3,982,000 4,111,413 -129,413
3 09/2111  20:53 - 21:00 4,088,000 4,068,362 19,638
4 092111 2112 - 21:18 3,995,000 4,124,785 -129,785
5 % 092111 21119 - 21:26 3,879,000 4,106,081 -227,081
6 092111 21:27 - 21:33 3,978,000 4,061,709 -83,709
7 09/2111  21:42 - 21:48 3,985,000 3,985,047 -47
8 092111  21:49 - 2155 4,006,000 4,084,217 78,217
9 0921111 21:56 - 22:02 3,929,000 4,073,784 -144,784
10 09/2111  22:03 - 22:08 3,931,000 4,000,160 -69,160

Average Diff. 3994111111 4057050.278 -62939.167

Confidence Coefficient

Standard Deviation

Relative Accuracy

Bias Test

Bias Adjustment Factor

* Run was not used in Relative Accuracy calculation
RM = Reference Method

CEM = Continuous Emission Monitor

10

54080.198076
70355.852
2.93
Pass

0.984486471
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APPENDIX A

SAMPLING TRAIN CALIBRATION DATA
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INTERPOLL LABORATORIES, INC.
(763) 786-6020

Stack Sampling Department - QA
Field Barometer Calibration Sheet

Date: 4/14/2011
Technician: Rory Eiynck
Mercury Column Barometer Number: Weighing Room Barometer
Aneroid Barometer Number: Ultimeter #3 (Rory's)
[ Reference Mercury Ambient Temperature | Adjusted Mercury Initial Field Difference
Barometer Reading Temperature Correction Barometer Reading | Barometer Reading | (Ppa - Ppm)
Factor
29.36 76 0.132 29.23 29.24 0.012

Weighing room barometer setup:

1) Using the set screw on the bottom of the barometer, adjust the level of the mercury reservoir to the point that
the level indicator makes slight contact with the mercury. A flashlight can aid in seeing the dimple formed
when the level indicator makes contact with the mercury.

2) Slide the measurement ruler on the barometer to the point where the bottom of the ruler is in line with the top
of the mercury column’s reverse meniscus. Record the reading (in. Hg)

3) Take a temperature reading and record the temperature correction factor from the lookup table near the barometer.

4) Apply the temperature correction factor to the mercury barometer.

5) Adjust the field barometer reading to within +/- 0.1 in. Hg of the reference barometer reading.

Has this barometer shown any consistent problems with calibration? Has the problem been alleviated?

Note: Aneroid barometers will be calibrated periodically against a mercury column barometer.

The aneroid barometer to be calibrated should be placed in close proximity to the mercury barometer
and left to equilibrate for 20 - 30 minutes before calibrating. Aneroid barometer will be calibrated to
the adjusted mercury barometer readings.

Alternative Calibration Procedure:
1) Obtain the station value or absolute barometric pressure Pr from a nearby National Weather Service station and its elevation (A)
in feet above sea level.
2) Determine the elevation (B) in feet above sea level of the site of the field barometer.(local airport)
3) Calculate the site barometric pressure (Pb) as follows:
Pb =Pr +0.001 (A-B)
4) Compare the field barometer reading against Pb obtained in step 3.
5) Adjust the field barometer reading to within +/- 0.1 in. Hg.
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INTERPOLL LABORATORIES, INC.
(763) 786-6020

Temperature Measurement Device Calibration Sheet

Unit under Test:

Vendor CEN-TECH
Model 92242
Range 0-2100 °F
Date of Calibration 411412011

Method of Calibration:

Serial Number 5183648
Thermacouple Type Type K
Technician Rory Eiynck
PDT Number 109

Omega Model CL-300 Type K Thermocouple Simulator which provides 22 precise temperature equivalent millivolt signals.
The CL-300 is cold junction compensated. Calibration accuracy is +/- 0.1 % of span(2100 of) +/- 1 degree (for negative
temperatures add +/- 2 degrees). The CL-300 simulated exactly the millivoltage of a Type K thermocouple at the

indicated temperature.

Desired Temp. Response of Unit Under Deviation
(°F) Nominal Test (°F) At (F) %

0 1 1 , 0.217
100 98 2 0.357
200 203 3 0.455
300 299 1 0.132
400 398 2 0.233
500 497 3 0.313
600 599 1 0.094
700 695 5 0.431
800 798 2 0.159
900 896 4 0.294
1000 999 1 0.068
1100 1098 2 0.128
1200 1198 2 0.120
1300 1299 1 0.057
1400 1398 2 0.108
1500 1498 2 0.102
1600 1598 2 0.097
1700 1695 5 0.231
1800 1794 [ 0.265
1900 1894 6 0.254
2000 1996 4 0.163
2100

Average: 3 0.204

OF = off scale response by unit under test (oF)
B Unit was in tolerance
( Must be within +/- 1.5% absoluta reference temperature)

[C] unitwas not in tolerance : Recalibrated see new calibration sheet or

unit put out of service.

% dev = 100t/(460+t)
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INTERPOLL LABORATORIES, INC.
(763) 786-6020

Temperature Measurement Device Calibration Sheet

Unit under Test:

Vendor Omega Serial Number 201108
Model hh-81 Thermocouple Type Type K
Range 0-2100 °F Techniclan Rory Eiynck
Date of Calibration 4/1412011 PDT Number 85

Method of Calibration:

Omega Model CL-300 Type K Thermocouple Simulator which provides 22 precise temperature equivalent millivolt signals.
The CL-300 is cold junction compensated. Calibration accuracy is +/- 0.1 % of span(2100 oF) +/- 1 degree (for negative
temperatures add +/- 2 degrees). The CL-300 simulated exactly the millivoltage of a Type K thermocouple at the

Indicated temperature,
Desired Temp. Response of Unit Under Deviation
(°F) Nominal Test (°F) Nt (°F) %
0 2 2 0.435
100 101 1 0.179
200 205 5 0.758
300 302 2 0.263
400 402 2 0.233
500 500 0 0.000
600 603 3 0.283
700 699 1 0.088
800 803 3 0.238
900 901 1 0.074
1000 1004 4 0.274
1100 1103 3 0.192
1200 1204 4 © 0.241
1300 1304 4 . 0.227
1400 1404 4 0215
1500 1504 4 0.204
1600 1605 5 0.243
1700 i 1702 2 0.093
1800 1800 0 0.000
1900 1901 1 0.042
2000
2100 OF
Average: 3 0.214
OF = off scale response by unit under test (oF) % dev = 100A¥(460+t)
] unit was in tolerance [Z] Unitwas not in tolerance : Recalibrated see new calibration sheet or
( Must be within +/- 1.6% absolute reference temperature) unit put out of service,
3
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Quality Source Sampling Systems & Accessories

Customer: Interpoll Laboratories

S-type Pitot ID: 04-5+P1 Date: 10-May-11
Standard Pitot ID: 001 Personnel: WB
Cp(std): 0.99 Cp(actual):
Part Number: | P(bar): 29.50
Test Velocity (fps): 30-60-90 T(°F): 63

30 0.304 0.810 0.809 0.810

60 1,148 0.321. 0.817 0.819

. 90 2.649 0.820 0.819 0.819
' Overall Average 0.8i6

Pitot tube S/N 04-5+P1 was calibrated in accordance with the Code of Federal
Regulations, Title 40, Part 60 Appendix A, Method 2, Section 10.

W /2“/""‘7&’ 6‘{/ c»{zm )

Signature ) Date

2142 E. Geer Street, Durham, North Carolina 27704 www.environsupply.com 919-956-9688 FAX: 919-682-0333
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ly Company, Inc.

Quality Source Sampling Systems & Accessories

S-type Pitot ID: 04-5+P1 Date: 10-May-11
Standard Pitot ID: oo1 Personnel: WB
Cp(std): 0.99 Cp(actual):[ _ 0.810
Part Number: P(bar):  29.50
Test Velocity (fps): 30 T(°F): 63

Q 0.203 0.305 0.807 -0.003
“ | 0.203 | 0.300 0.814 0.004
< 0.204 0.301 0.815 0.005
0.201 0.304 0.805 -0.005

| AVERAGE 0.810 0.004

Std devjation , 0.005

L 4 e = . :

o 0.203 0.306 0.806 -0.003
N 0.204 0.304 0.810 0.001
@ 0.205 0.306 0.811 0.002
0.203 0.305 0.809 0.000
AVERAGE | 0.809 0.001
Std deviation]  0.002

_ AP(std)

Cp(s) = Cp(std) TAPGs)

Cp(A) - Cp(B) = 0.001 _ [must be <0.010}
*Deviatlon = {Cp(s) - AVGCp(s)} {must be <0,010}
Standard deviation of the devlations must be less than 0.02 for both

Pitot tube S/N 04~5+P1 was callbrated In accordance with the CFR 40, Part 60 Appendix
A, Method 2, Section 10,

2142 E. Geer Street, Dutham, North Carolina 27704 www.environsupply.com 919-956-9688 FAX: 919-682-0333
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- Environmental Supply'Company, Inic — = —
Quality Source Sampling Systems & Accessories

S-type Pitot ID:  04-5+P1 Date: 10-May-11
Standard Pitot ID: 001 Personnel:
Cp(std):  0.99 Cp(actual): m
Part Number: P(bar): 29.50
Test Velocity (fps): 60 T(°F): 63

L
a 0.782 1,152 0.816 -0.006
W 0.787 1.142 0.822 0.001
< 0.786 1.143 0.821 0.000
0.789 1.130 0.827 0.006
| AvERAGE | 0.821 0.003
' " [Std deviation] _ 0.005

L i

a 0.789 1,150 0.820 | 0.003
w 0.785 1.150 0.818 0.001
0 0.785 1.164 0.813 -0.004
0.786 1.151 0.818 0.001
AVERAGE 0.817 0.002
Std deviation _0.003

AP(std)

Cp(s) = Cp(szd} APGS)

Cp(A) - Cp(B) = 0.004 must be <0.010}
*Deviation = {Cp(s) - AVG Cp(s)} {must be <0.010}
Standard deviation of the deviations must be less than 0.02 for both

Pitot tube S/N 04-5+P1 was calibrated in accordance with the CFR 40, Part 60 Appendix
A, Method 2, Section 10.

2142 E, Geer Street, Durham, North Carolina 27704 www.environsupply.com 919-956-9688 FAX: 919-682-0333
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ronmental Supply Company, Inc. . ..

Quality Source Sampling Systems & Accessories

S-type Pitot ID: 04-5+P1 Date: 10-May-11
Standard Pitot ID: 001 Personnel: WB
Cp(std): 0.99 Cp(actual): 0.819
Part Number: P(bar):  29.50
Test Velocity (fps): 90 T(°F): 63

[AR]

Qa 1.824 2.644 0.822 0.002
O 1811 | 2.639 0.820 0.000
< 1.815 2.645 0.820 0.000
1.802 2.646 0.817 -0.003
AVERAGE | 0.820 '0.001
o Std deviation 'O,.OQZ

AP AP
: 5 - ) eRevIatio

w gl s S e
a 1.821 2.659 0.819 | 0.000
p 1.809 2.655 0.817 -0.002
@ 1.817 2.655 0.819 0.000
1.821 2.649 0.821 0.002
' AVERAGE | 0.819 0.001
' Std de’vie}tidn " 0.001

Cp(s) = Cp(std), /%%’l

Cp(A) - Cp(B) =[ _ 0.001  Tmust be <0.010}
*Deviation = {Cp(s) - AVG Cp(s)} {must be <0.010}
Standard deviation of the deviations must be less than 0.02 for both

Pltot tube S/N 04-5+P1 was callbrated In accordance with the CFR 40, Part 60 Appendix
A, Method 2, Section 10.

2142 E. Geer Street, Durham, North Carolina 27704 www.environsupply.com 919-956-9688 FAX: 919-682-0333
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APPENDIX B

REFERENCE METHOD COMPUTER PRINTOUTS
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Time
8:35:22
8:36:22
8:37:.22
8:38:22
8:39:22
8:40:22
8:41:22
8:42:22
8:43:22
8:44:22
8:45:22
8:46:22
8:47:22
8:48.:22
8:49:22
8:50:22
8:51:22
8.52:22
8:53:22
8:54:22
8:55:22
8:56:22
8:57:22
8.58:22
8:59:22
9:00:22

Average

MSI / Manitowoc PU
Manitowoc, WI
S$20 Boiler Stack
9/21/2011
Run 1-3

%0,, d
10.569
10.595
10.447
10.728
10.684
10.568
10.651
10.737
10.62

10.787
10.693
10.571
10.723
10.71

10.632
10.601
10.56
10.557
10.565
10.501
10.376
10.595
10.747
10.535
10.546
10.574

10.610

% CO, w
9.085
9.151
9.167
8.915
9.074
9.087
9.039
8.989
9.062
8.923
9.033
9.101
8.951
9.057
9.041
9.149
9.103
9.184
9.138
9.216
9.318
9.006
8.977
9.176
9.15
9.022

9.081

MPU00621




Point Number

Average

Moisture Content Data

Dry Bulb (°F)

Wet Bulb (°F)

TRA
Vapor Pressure of Water
zT
PM

Barometric Pressure

Moisture Content

0, %
CO, %
Standard CFH
K Standard CFH
Instrument
O (dry)
CO, (wet)
Moisture
Fuel Factor C
DSCFM

MSI / Manitowoc PU 9/21/2011
Manitowoc, WI Test 3M
S$20 Boiler Stack 140 Kibs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Delta p deltap
A-1 0.025 0.158
A-2 0.030 0.173
A-3 0.035 0.187
A-4 0.025 0.158
B-1 0.028 0.167
B-2 0.032 0.179
B-3 0.031 0.176
B-4 0.025 0.158
C-1 0.025 0.158
Cc-2 0.032 0.179
C-3 0.031 0.176
C-4 0.020 0.141
D-1 0.015 0.122
D-2 0.018 0.134
D-3 0.015 0.122
D-4 0.012 0.110
0.0249 0.156
Flow Rate Data
213
108.0 Static Pressure
1.18 Pitot Coefficient
2.45
104.50 Duct Width (in.)
133.78 Duct Length (in.)
29.27 Duct Area (ft?)
Stack Diameter (in.)
Stack Area (ft2)
4,57
Molecular Weight (dry)
10.615 Molecular Weight (wet)
9.531 Stack Pressure
Feet per Second
4,053,428 Actual CFM
67.557 DSCFM
Field Calculations
.Raw Data Table
Cylinder
ppm or % Zero Span Value
10.61 0.02 11.00 11.00
9.08 0.05 8.51 8.52
4.57 Standard CFH
1839 K Standard CFM
64467
Results
Start Time 8:35 PM
Stop Time 8:44 PM
Standard CFH 4,053,000
CO; %, wet 9.10
WAF applied 0.9900
2

Run1

Temperature
210
210
210
210
212
212
212
212
215
215
215
215
213
213
213
213

213

Gas Corrected
for Calibration
10.61
9.10

4,053,428
67.557

=
3
o

f

8:44 PM

-0.38
0.815

0.0
0.0
0.0
168.0
163.938

29.95
29.403
29.242
9.532
88040.65
64466.54

dry
wet

MPU00622




Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Watel
VAl
PM
Barometric Pressure

Moisture Content

0, %
CO, %

Standard CFH
K Standard CFH

Instrument
O (dry)
CO, (wet)

Moisture
Fuel Factor C
DSCFM

MSI / Manitowoc PU 9/21/2011
Manitowoc, WI Test 3M
§20 Boiler Stack 140 Kibs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Deltap deltap
C A 0.020 0.141
A-2 0.015 0.122
A-3 0.014 0.118
A-4 0.010 0.100
B-1 0.032 0.179
B-2 0.030 0.173
B-3 0.032 0.179
B-4 0.025 0.158
C-1 0.028 0.167
C-2 0.031 0.176
C-3 0.032 0.179
C-4 0.022 0.148
D-1 0.028 0.167
D-2 0.028 0.167
D-3 0.025 0.158
D-4 0.015 0.122
0.0242 0.154
Flow Rate Data
213
108.0 Static Pressure
1.18 Pitot Coefficient
2.45
105.00 Duct Width (in.)
133.25 Duct Length (in.)
29.27 Duct Area (ft%)
Stack Diameter (in.)
Stack Area (f%)
4.56
Molecular Weight (dry)
10.6 Molecular Weight (wet)
9.551 Stack Pressure
Feet per Second
3,981,989 Actual CFM
66.366 DSCFM
Field Calculations
Raw Data Table
. Cylinder
ppm or % Zero Span Value
10.61 0.03 11.01 11.00
9.08 0.04 8.49 8.52
4.56 Standard CFH
1839 K Standard CFM
63342
Results
Start Time 8:45 AM
Stop Time 8:52 PM
Standard CFH 3,982,000
CO, %, wet 9.12
WAF applied 0.9900
3

Run 2

Temperature
213
213
213
213
214
214
214
214
213
213
213
213
212
212
212
212

213

Gas Corrected
for Calibration
10.60

9.12

3,981,989
66.366

Time
8:45 AM

8:52 PM

-0.40
0.82

0.00

0.00

0.00
168.00
153.94

29.952
29.408
29.241

9.371
86557.64
63342,16

dry
wet

MPUO00623




Point Number

O ~NODGE WN -

©

10
11
12
13
14

16
Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Water
T
PM
Barometric Pressure

Moisture Content

0, %
CO, %
Standard CFH
K Standard CFH
Instrument
0, (dry)
CO, (wet)
Moisture
Fuel Factor C
DSCFM

MSI/ Manitowoc PU 9/21/2011
Manitowoc, WI Test 3M
S20 Boiler Stack 140 Klbs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Delta p deltap
A-1 0.022 0.148
A-2 0.025 0.158
A-3 0.030 0.173
A-4 0.020 0.141
B-1 0.030 0.173
B-2 0.031 0.176
B-3 0.035 0.187
B-4 0.028 0.167
C-1 0.028 0.167
C-2 0.045 0.212
C-3 0.037 0.192
C-4 0.028 0.167
D-1 0.014 0.118
D-2 0.013 0.114
D-3 0.013 0.114
D-4 0.012 0.110
0.0257 0.157
Flow Rate Data
212
108.0 Static Pressure
1.18 Pitot Coefficient
2.45
103.50 Duct Width (in.)
134.85 Duct Length (in.)
29.27 Duct Area (ft?)
Stack Diameter (in.)
Stack Area (ftz)
461
Molecular Weight (dry)
10.6 Molecular Weight {(wet)
9.657 Stack Pressure
Feet per Second
4,088,455 Actual CFM
68.141 DSCFM
Field Calculations
Raw Data Table
Cylinder
ppm or % Zero Span Value
10.61 0.03 11.01 11.00
9.08 0.04 8.49 8.52
4.61 Standard CFH
1839 K Standard CFM
64999
Resuits
Start Time 8:53 PM
Stop Time 9:00 PM
Standard CFH 4,088,000
CO, %, wet 9.12
WAF applied 0.9900
4

Run 3

Temperature
214
214
214
214
212
212
212
212
210
210
210
210
210
210
210
210

212

Gas Corrected
for Calibration
10.60

9.12

4,088,455
68.141

Time

8:53 PM

9:00 PM

-0.40
0.815

0.00

0.00

0.00
168.00
153.94

29.953
29.402
29.241

9.601

88673.41

64998.55

dry
wet

MPU00624




Time
9:12:52
9:13:52
9:14:52
9:15:52
9:16:52
9:17:52
9:18:52
9:19:52
9:20:52
9:21:52
9:22:52
9:23:52
9:24:52
9:25:52
9:26:52
9:27:52
9:28.52
9:29:52
9:30:52
9:31:562
9:32:52
9:33:52

Average

MSI / Manitowoc PU
Manitowoc, Wi
S$20 Boiler Stack
9/21/2011
Run 4-6

%0,, d
10.518
10.652
10.701
10.548
10.487
10.604
10.808
10.836
10.651
10.543
10.695
10.747
10.835
10.841
10.906
10.909
10.929
11.096
10.676
10.794
11.026
10.958

10.762

% €O, W

9.125
9.093
9.091
9.228
9.206
9.059
8.94
8.973
9.144
9.136
9.04
8.9565
8.849
8.935
8.787
8.849
8.715
8.748
9.061
8.792
8.74
8.819

8.968

MPU00625




Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Wate
ray
PM
Barometric Pressure

Moisture Content

0,%
CO, %

Standard CFH
K Standard CFH

Instrument
O (dry)
CO, (wet)

Moisture
Fuel Factor C
DSCFM

MSI/ Manitowoc PU

9/21/2011

Manitowoc, WI Test 3M Run 4
§20 Boiler Stack 140 Klbs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Delta p delta p Temperature Time
A1 0.019 0.138 210 9:12 PM
A-2 0.012 0.110 210
A-3 0.012 0.110 210
A-4 0.012 0.110 210
B-1 0.030 0.173 211
B-2 0.029 0.170 211
B-3 0.038 0.190 211
B-4 0.028 0.167 211
C-1 0.029 0.170 212
C-2 0.036 0.190 212
C-3 0.033 0.182 212
C-4 0.023 0.152 212
D-1 0.022 0.148 213
D-2 0.020 0.141 213
D-3 0.031 0.176 213
D-4 0.019 0.138 213 9:18 PM
0.0244 0.154 212
Flow Rate Data
212
106.0 Static Pressure -0.41
1.19 Pitot Coefficient 0.815
2.31
105.50 Duct Width (in.) 0
118.79 Duct Length (in.) 0
29.27 Duct Area (ft%) 0
Stack Diameter (in.) 168
Stack Area (ft%) 153.93804
4.06
Molecular Weight (dry) 29,929
10.751 Molecular Weight (wet) 29.445
9.371 Stack Pressure 29.24
Feet per Second 9.381
3,995,005 Actual CFM 86649.21
66.583 DSCFM 63878.36
Field Calculations
Raw Data Table .
Cylinder = Gas Corrected
ppmor % Zero Span Value for Calibration
10.76 0.03 11.01 11.00 10.75 dry
8.97 0.04 8.50 8.52 8.99 wet
4.06 Standard CFH 3,995,005
1839 K Standard CFM 66.583
63878
Results
Start Time 9:12 PM
Stop Time 9:18 PM
Standard CFH 3,995,000
CO;, %, wet 8.99
WAF applied 0.9900
6

MPUO00626




Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Watel
z7
PM
Barometric Pressure

Moisture Content

0, %
CO, %
Standard CFH
K Standard CFH
Instrﬁment
O (dry)
CO;, (wet)
Moisture
Fuel Factor C
DSCFM

MSI / Manitowoc PU
Manitowoc, WI
$20 Boiler Stack

9/21/2011
Test 3M
140 Klbs/Hr

Volumetric Flow Rate Data

Number of Sample Points

Delta p
A-1 0.023
A-2 0.028
A-3 0.031
A-4 0.014
B-1 0.030
B-2 0.033
B-3 0.039
B-4 0.019
C-1 0.021
C-2 0.039
C-3 0.031
C-4 0.018
D-1 0.012
D-2 0.012
D-3 0.014
D-4 0.010

0.0234

212
106.0
1.19
231
106.00
118.26
29.27

4.04

10.752
9.358

3,879,355
64.656

ppm or %
10.76

8.97

4.04
1839
62041

Start Time
Stop Time

Standard CFH
CO, %, wet

WAF applied

16

Sq. root
deltap
0.152
0.167
0.176
0.118
0.173
0.182
0.197
0.138
0.145
0.197
0.176
0.134
0.110
0.110
0.118
0.100

0.150

Fiow Rate Data

Static Pressure
Pitot Coefficient

Duct Width (in.)
Duct Length (in.)
Duct Area (ft%)
Stack Diameter (in.)
Stack Area (ft%)

Molecular Weight (dry)
Molecular Weight (wet)
Stack Pressure

Feet per Second
Actual CFM
DSCFM

Field Calculations
Raw Data Table
Cylinder
Zero Span Value

0.02 11.01 11.00
0.03 8.51 8.52

Standard CFH
K Standard CFM

Results

9:19 PM
9:26 PM

3,879,000
8.98

0.9900

Run b

Temperature
211
211
211
211
212
212
212
212
212
212
212
212
213
213
213
213

212

Gas Corrected
for Calibration
10.75
8.98

3,879,366
64.656

9:26 PM

-0.41
0.815

0
0
0
168
153.93804

29.927
29.445
29.24
9.117
84203.48
62040.93

dry
wet

MPU00627




Point Number
1

3
4
5
6
7
8
9

10

1

12

13

14

15

16

Average

Moisture Content Data

Dry Bulb (°F)

Wet Bulb (°F)

TRA
Vapor Pressure of Wate
ra)
PM

Barometric Pressure

Moisture Content

O, %
CO,; %

Standard CFH
K Standard CFH

Instrument
O (dry)
CO, (wet)

Moisture
Fuel Factor C
DSCFM

9/21/2011

MSI / Manitowoc PU
Manitowoc, WI Test 3M
$20 Boiler Stack 140 Klbs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Delta p delta p
A-1 0.019 0.138
A-2 0.016 0.126
A-3 0.013 0.114
A-4 0.011 0.105
B-1 0.021 0.145
B-2 0.032 0.179
B-3 0.038 0.195
B-4 0.028 0.167
C-1 0.026 0.161
C-2 0.032 0.179
C-3 0.031 0.176
C-4 0.024 0.155
D-1 0.025 0.158
D-2 0.028 0.167
D-3 0.026 0.161
D-4 0.017 0.130
0.0242 0.154
Flow Rate Data
214
106.0 Static Pressure
1.19 Pitot Coefficient
2.31
107.50 Duct Width (in.)
116.67 Duct Length (in.)
29.27 Duct Area (ft?)
Stack Diameter (in.)
Stack Area (ft%)
3.99
Molecular Weight (dry)
10.752 Molecular Weight (wet)
9.353 Stack Pressure
Feet per Second
3,977,871 Actual CFM
66.298 DSCFM
Field Calculations
Raw Data Table
Cylinder
ppm or % Zero Span Value
10.76 0.02 11.01 11.00
8.97 0.03 8.51 8.52
3.99 Standard CFH
1839 K Standard CFM
63652
Results
Start Time 9:27 PM
Stop Time 9:33 PM
Standard CFH 3,878,000
CO;, %, wet 8.98
WAF applied 0.9900
8

Run 6

Temperature
214
214
214
214
213
213
213
213
213
213
213
213
214
214
214
214

214

Gas Corrected
for Calibration
10.75

8.98

3,977,871
66.298

Tim

®

9:33 PM

-0.45
0.815

0.00
0.00

0.00
168.00
153.94

29.927
29.451
29.237
9.37
86543.26
63652.15

dry
wet

MPUO00628




9:59:52
10:00:52
10:01:52
10:02:52
10:03:52
10:04:52
10:05:52
10:06:52
10:07:52
10:08:52

Average

MSI / Manitowoc PU
Manitowoc, Wi
S$20 Boiler Stack
9/21/2011
Run 7-9

%0,, d
10.729

10.854
10.639
10.775
10.986
10.864
10.86
10.874
11.014
10.929
10.844
10.614
11.094
11.148
11.084
11.11
10.779
11.033
11.041
11.102
11.082
11.009
11.354
10.96
10.863
10.868
11.056

10.947

% CO,, w
9.049
8.903
9.155
8.893
8.796
8.945
8.906
8.868
8.783
8.819
9.06
8.994
8.622
8.745
8.681
8.785
8.999
8.703
8.793
8.665
8.796
8.731
8.507
8.812
8.913
8.82
8.711

8.832

MPUO00629




Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Watel
T
PM
Barometric Pressure

Moisture Content

0, %
CO3 %
Standard CFH
K Standard CFH
Instrument
O (dry)
CO, (wet)
Moisture
Fuel Factor C
DSCFM

MSI/ Manitowoc PU 9/21/2011
Manitowoc, Wi Test 3M
8§20 Boiler Stack 140 Klbs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Delta p deltap
A-1 0.020 0.141
A-2 0.030 0.173
A-3 0.031 0.176
A-4 0.020 0.141
B-1 0.030 0.173
B-2 0.039 0.197
B-3 0.034 0.184
B-4 0.022 0.148
C-1 0.021 0.145
C-2 0.031 0.176
C-3 0.030 0.173
C-4 0.028 0.167
D-1 0.018 0.134
D-2 0.014 0.118
D-3 0.013 0.114
D-4 0.010 0.100
0.0244 0.154
Flow Rate Data
214
105.0 Static Pressure
1.19 Pitot Coefficient
2.24
109.00 Duct Width (in.)
108.36 Duct Length (in.)
29.27 Duct Area (ftz)
Stack Diameter (in.)
Stack Area (ﬂz)
3.71
Molecular Weight (dry)
10.937 Molecular Weight (wet)
9.178 Stack Pressure
Feet per Second
3,985,478 Actual CFM
66.425 DSCFM
Field Calculations
Raw Data Table
. Cylinder
ppm or % Zero Span Value
10.95 0.03 11.01 11.0
8.83 0.04 8.52 8.5
3.71 Standard CFH
1839 K Standard CFM
63963
Results
Start Time 9:42 PM.
Stop Time 9:48 PM
Standard CFH 3,985,000
CO; %, wet 8.84
WAF applied 0.9900

10

Run7

Temperature
214
214
214
214
215
215
215
215
213
213
213
213
214
214
214
214

214

Gas Corrected
for Calibration
10.94

8.84

3,985,478
66.425

Time
9:42 PM

9:48 PM

-0.40
0.815

0.00

0.00

0.00
168.00
153.94

29.906
29.465
29.241

9.394
86762.22
63963.1

dry
wet

MPUOQ0630




Point Number

1
2
3
4
5
6
7
8
9
10
11
12
13
14
15
16

Average

Moisture Content Data

Dry Bulb (°F)

Wet Bulb (°F)

TRA
Vapor Pressure of Watei
ZT
PM

Barometric Pressure

Moisture Content

0, %
€O, %

Standard CFH
K Standard CFH

Instrument
0O (dry)
CO, (wet)

Moisture
Fuel Factor C
DSCFM

MS1/ Manitowoc PU 9/21/2011
Manitowoc, Wi Test 3M - Run 8
S$20 Boiler Stack 140 Klbs/Hr
Volumetric Flow Rate Data
Number of Sample Points 16
Sq. root
Delta p deltap Temperature
A-1 0.019 0.138 215
A-2 0.013 0.114 215
A-3 0.012 0.110 215
A-4 0.011 0.105 215
B-1 0.029 0.170 214
B-2 0.038 0.195 214
B-3 0.039 0.197 214
B-4 0.024 0.155 214
C-1 0.033 0.182 212
C-2 0.041 0.202 212
C-3 0.030 0.173 212
C-4 0.019 0.138 212
D-1 0.020 0.141 213
D-2 0.029 0.170 213
D-3 0.029 0.170 213
D-4 0.013 0.114 218
0.025 0.155 214
Flow Rate Data
214
105.0 Static Pressure
1.19 Pitot Coefficient
2.24
108.50 Duct Width (in.)
108.90 Duct Length (in.)
29.27 Duct Area (ft%)
Stack Diameter (in.)
Stack Area (%)
3.72
Molecular Weight (dry)
10.937 Molecular Weight (wet)
9.175 Stack Pressure
Feet per Second
4,005,801 Actual CFM
66.763 DSCFM
Field Calculations
Raw Data Table
. Cylinder Gas Corrected
ppm or % Zero Span Value for Calibration
10.85 0.03 11.01 11.0 10.94
8.83 0.04 8.52 8.5 8.83
3.72 Standard CFH 4,005,801
1839 K Standard CFM 66.763
64277
Results
Start Time 9:49 PM
Stop Time 9:55 PM
Standard CFH 4,006,000
CO, %, wet 8.83
WAF applied 0.9900
11

Time
9:49 PM

9:55 PM

-0.42
0.815

0.00

0.00

0.00
168.00
163.94

29.905
29.462
29.239
9.435
87144.32
64276.84

dry
wet

MPUO00631




Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Watei
zT
PM
Barometric Pressure

Moisture Content

0,%
CO, %

Standard CFH
K Standard CFH

Instrument
0O (dry)
CO, (wet)

Moisture
Fuel Factor C
DSCFM

MS! / Manitowoc PU
Manitowoc, Wi
S$20 Boiler Stack

9/21/2011
Test 3M
140 Klbs/Hr

Volumetric Flow Rate Data

Number of Sample Points

Delta p
A-1 0.020
A-2 0.021
A-3 0.025
A-4 0.019
B-1 0.028
B-2 0.031
B-3 0.038
B-4 0.027
C-1 0.021
Cc-2 0.037
C-3 0.038
C-4 0.021
D-1 0.012
D-2 0.015
D-3 0.013
D-4 0.015

0.0238

214
105.0
1.19
224
109.00
108.36
29.27

3.7

10.937
9.173

3,929,260
65.488

ppm or %
10.95

8.83
3.7

1839
63061

Start Time
Stop Time

Standard CFH
CO, %, wet

WAF applied

16

Sq. root
deltap
0.141
0.145
0.158
0.138
0.167
0.176
0.195
0.164
0.145
0.192
0.195
0.145
0.108
0.122
0.114
0.122

0.152

Flow Rate Data

Static Pressure
Pitot Coefficient

Duct Width (in.)
Duct Length (in.)
Duct Area (ft)
Stack Diameter (in.)
Stack Area (ft)

Molecular Weight (dry)
Molecular Weight (wet)
Stack Pressure

Feet per Second
Actual CFM

DSCFM

Field Calculations
Raw Data Table
Cylinder

Zero Span Value
0.03 11.01 11.0

0.04 8.62 8.5

Standard CFH
K Standard CFM

Results

9:56 PM
10:02 PM

3,929,000
8.83

0.9900

12

Run 9

Temperature
215
215
215
‘215
216
216
216
216
212
212
212
212
213
213
213
213

214

Gas Corrected
for Calibration
10.94

8.83

3,929,260
65.488

e}
3
®

10:02 PM

-0.39
0.815

0.00

0.00

0.00
168.00
163.94

29.905
29.464
29.241
9.261
85536.22
63060.98

dry
wet

MPUO00632




9:44.52
9:45:52
9:46:52
9:47:52
9:48:52
9:49:52
9:50:52
9:51:52
9:52:52
9:53:52
9:54:52
9:55:52
9:56:52
9:57:52
9:568:52
9:59:52
10:00:52
10:01:52
10:02:52
10:03:52
10:04.52
10:05:52
10:06:52
10:07:52
10:08:52

Average

MSI/ Manitowoc PU
Manitowoc, WI
$20 Boiler Stack
9/21/2011
Run 10

%0,,d
10.729
10.854
10.639
10.775
10.986
10.864
10.86
10.874
11.014
10.929
10.844
10.614
11.094
11.148
11.084
11.11
10.779
11.033
11.041
11.102
11.082
11.009
11.354
10.96
10.863
10.868
11.056

10.947

13

% CO,, W
9.049
8.903
9.155
8.893
8.796
8.945
8.906
8.868
8.783
8.819
9.06
8.994
8.622
8.745
8.681
8.785
8.999
8.703
8.793
8.665
8.796
8.731
8.507
8.812
8.913
8.82
8.711

8.832

MPUOQ0633




Point Number

Average

Moisture Content Data

Dry Bulb (°F)

Wet Bulb (°F)

TRA
Vapor Pressure of Watel
zT
PM

Barometric Pressure

Moisture Content

0, %
CO, %
Standard CFH
K Standard CFH
Instrument
0O (dry)
CO, (wet)
Moisture
Fuel Factor C
DSCFM

MSI! / Manitowoc PU
Manitowoc, WI
S20 Boilgr Stack

9/21/2011
Test 3M
140 Klbs/Hr

Volumetric Flow Rate Data

Number of Sample Points

Deltap
A-1 0.013
A-2 0.016
A-3 0.013
A-4 0.014
B-1 0.026
B-2 0.038
B-3 0.039
B-4 0.019
C-1 0.026
C-2 0.034
C-3 0.035
C-4 0.021
D-1 0.022
D-2 0.024
D-3 0.027
D-4 0.015

0.024

215
105.0
1.19
2.24
110.00
107.30
29.27

3.67

10.937
9.17

3,931,320
65.522

ppm or %
10.95

8.83
3.67

1839
63118

Start Time
Stop Time

Standard CFH
CO; %, wet

WAF applied

16

Sq. root
deltap
0.114
0.126
0.114
0.118
0.161
0.195
0.197
0.138
0.161
0.184
0.187
0.145
0.148
0.155
0.164
0.122

0.152

Flow Rate Data

Static Pressure
Pitot Coefficient

Duct Width (in.)
Duct Length (in.)
Duct Area (ft%)
Stack Diameter (in.)
Stack Area (ft%)

Molecular Weight (dry)
Molecular Weight (wet)
Stack Pressure

Feet per Second
Actual CFM

DSCFM

Field Calculations

Raw Data Table

Cylinder
Zero Span Value
0.03 11.01 1.0
0.04 8.52 8.5

Standard CFH
K Standard CFM

Results

10:03 PM
10:08 PM

3,931,000
8.83

0.9900

14

Run 10

Temperature
215
215
215
215
215
215
215
215
214
214
214
214
216
216
216
216

215

éas Corrected
for Calibration
10.94

8.83

3,931,320
65.522

Time
10:03 PM

10:08 PM

-0.41
0.815

0.00

0.00

0.00
168.00
153.94

29.905
29.468
29.24
9.28
85712.34
63117.63

dry
wet

MPUO00634




Time
12:20:42
12:21:42
12:22:42
12:23:42
12:24:42
12:25:42
12:26:42
12:27:42
12:28:42
12:29:42
12:30:42
12:31:42
12:32:42
12:33:42
12:34:42
12:35:42
12:36:42
12:37:42
12:38:42
12:39:42
12:40:42

Average

MSI / Manitowoc PU

Manitowoc,

wi

$20 Boiler Stack

9/22/2011
Run1

SO, ppm,w Noxppm,w %0, d %CO,w
113.317 45.171 14.285 5.957
107.605 45.614 14.422 5.845
110.092 45.639 14.266 5.885
114.202 45.258 14.207 5.954
119.019 44.286 14.239 5.86
125.605 43.437 14.236 5.856
132.462 42.084 14.23 5.847
135.997 42.928 14.135 5.988
146.932 40.827 14.135 5.928
154.917 39.19 14.095 5.994
160.116 40.12 14.043 6.067
170.573 38.361 14.142 6.145
175.008 39.434 13.887 6.288
178.09 37.811 13.638 6.471
180.15 36.006 13.64 6.443
181.971 36.433 13.68 6.363
177.261 37.445 13.865 6.26
187.256 38.488 13.841 6.339
197.932 38.803 13.709 6.424
188.075 39.5 13.728 6.437
177.338 39.627 13.732 6.49
153.996 40.784 14.007 6.135

15
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Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Water
zZT

PM
Barometric Pressure

Moisture Content

0, %
Co, %

Standard CFH
K Standard CFH

Instrument
0O, (dry)
CO, (wet)
NOx (wet)
S0, (wet)

Moisture
Fuel Factor
DSCFM

MSI / Manitowoc PU
Manitowoc, Wi
$20 Boiler Stack

9/22/2011

Test 3L Run1

Low "Normal" Load (80 Kibs/Hr)

Volumetric Flow Rate Data

Number of Sample Points

Deltap
A1 0.010
A-2 0.012
A3 0.011
A4 0.011
B-1 0.025
B-2 0.026
B-3 0.023
B-4 0.012
C-1 0.024
C-2 0.027
Cc-3 0.025
C-4 0.023
D-1 0.016
D-2 0.012
D-3 0.011
D-4 0.010

0.0174

184
101.0
1.20
1.99
83.25
110.11
29.43

3.74

13.952
6.351

3,453,482
57.658

ppmor %
14.01

6.14
40,78
154.00

3.74

1839
55403

Flow Start
Flow Stop

CO, %, wet
NOX ppm, wet
NOx LB/mmBTU
80, ppm, wet
S0, LB/mmBTU
SCFH

WAF applled

16
Sq. root
delta p Temperature
0.100 184
0.110 184
0.105 184
0.108 184
0.158 182
0.161 182
0.152 182
0.110 182
0.156 185
0.164 185
0.1568 185
0.152 185
0.126 186
0.110 186
0.106 186
0.100 186
0.129 184
Flow Rate Data
Static Pressure
Pitot Coefficient
Duct Width (in.)
Duct Length (in.)
Duct Area (ft%)
Stack Diameter (in.)
Stack Area (ft%)
Molecular Weight (dry)
Molecular Weight (wet)
Stack Pressure
Feet per Second
Actual CFM
DSCFM
Field Calculations
Raw Data Table
Cylinder Gas Corrected
Zero Span Value for Calibration
0.03 11.05 11.00 13.95
0.04 8.54 8.52 6.11
0.09 113.65 113.20 40.57
0.17 114.54 114.40 1563.86
Standard CFH 3,453,482
K Standard CFM 57.558
Results
12:27 PM Gases Start 12:20 PM
12:35 PM Gases Stop 12:40 PM
6.1
40.6
0.146
153.9
0.769
3,453,000
0.9900
16

Time
12:27 PM

12:35 PM

-0.36
0.815

0.0
0.0
0.0
168.0
153.938

29,574
20.141
29.404

7.737

71464.21

55402.54

MPUOQ0636




Time
12:50:12
12:51:12
12:52:12
12:53:12
12:54:12
12:55:12
12:56:12
12:57:12
12:58:12
12:59:12
13:00:12
13:01:12
13:02:12
13:03:12
13:04:12
13:05:12
13:06:12
13:07:12
13:08:12
13:09:12
13:10:12

Average

MSI / Manitowoc PU
Manitowoc, WI
$20 Boiler Stack

9/22/2011

SO, ppm,w Nox ppm, w

86.06
82.57
83.867
85.017
85.968
83.603
81.06
79.697
80.841
82.581
86.116
87.718
89.147
90.632
91.273
95.495
95.083
956.179
96.858
95.84
99.986

88.314

Run 2

486.921
47.796
48.406
48.977
47.902
47.373
47.206
47.256
47.358
46.687
47.953
47.628
47.633
46.687
47.307
47.038
46.946
47.663
46.509
47.109
47.785

47.340

17

%0,,d

14.111
14.181
14.083
14.151
14.123
14.004
14.08
14.145
14.192
14.229
14.21
14.226
14.228
14.141
14.261
14.113
14.061
14.193
14.122
14.184
14.086

14.149

% COZ, W

6.119
6.04
6.119
6.025
6.129
6.162
6.064
5.958
5.049
5.903
5.95
5.895
5.961
5.973
5.954
6.073
6.047
5.999
5.997
5.996
6.128

6.021

MPUOQ0637




MSI / Manitowoc PU 912212011
Manitowoc, Wi Test 3L Run 2
$20 Boller Stack Low "Normal" Load (80 Klbs/Hr)

Volumetric Flow Rate Data

Number of Sample Points 16
Sq. root
Point Number Deitap deita p Temperature Time
1 A-1 0.015 0.122 186 12:50 PM
2 A2 0.015 0.122 186
3 A-3 0.010 0.100 186
4 A4 0.011 0.1058 186
5 B-1 0.024 0.155 185
6 B-2 0.022 0.148 185
7 B-3 0.022 0.148 185
8 B-4 0.011 0.105 185
9 C-1 0.028 0.167 186
10 C-2 0.028 0.167 186
1 C-3 0.028 0.167 186
12 C-4 0.014 0.118 186
13 D-1 0.017 0.130 188
14 D-2 0.011 0.108 188
15 D-3 0.011 0.108 188
16 D-4 0.010 0.100 188 1:00 PM
Average 0.0173 0.129 186
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 186
Wet Bulb (°F) 99.0 Static Pressure -0.41
TRA 1.20 Pitot Coefficient 0.815
Vapor Pressure of Watel 1.88
ray 87.25 Duct Width (in.) 0.00
PM 94.20 Duct Length (in.) 0.00
Barometric Pressure 29.43 Duct Area (ft?) 0.00
Stack Diameter (in.) 168.00
Stack Area (ft%) 153.94
Moisture Content 3.20
Molecular Weight (dry) 29.556
0, % 14.082 Molecular Weight (wet) 29.186
CO, % 6.208 Stack Pressure 294
Feet per Second 7.732
Standard CFH 3,440,160 Actual CFM 71418.47
K Standard CFH 57.336 DSCFM 56498.86

Field Calculations

Raw Data Table

Cylinder Gas Corrected
Instrument ppm or % Zero Span Value for Calibration
O, (dry) 14.15 0.04 11.06 11.00 14.08
CO, (wet) 6.02 0.03 8.53 8.52 6.01
NOXx (wet) 47.34 0.09 113.79 113.20 47.05
SO, (wet) 88.31 0.18 114.76 114.40 88.00
Moisture 3.20 Standard CFH 3,440,160
Fuel Factor 1839 K Standard CFM 57.336
DSCFM 55499
Results
Flow Start 12:50 PM Gases Start 12:50 PM
Flow Stop 1:00 PM Gases Stop 1:10 PM
CO; %, wet 6.0
NOX ppm, wet 47.0
NOx LB/mmBTU 0.172
SO, ppm, wet 88.0 ’
SO, LB/mmBTU 0.447
SCFH 3,440,000
WAF applied 0.9900

18
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Time
1:20:12
1:21:12
1:22:12
1:23:12
1:24:12
1:25:12
1:.26:12
1:27:12
1:28:12
1:29:12
1:30:12
1:31:12
1:32:12
1:33:12
1:34:12
1:35:12
1.36:12
1:37:12
1:38:12
1:39:12
1:40:12

Average

MS1/ Manitowoc PU

Manitowoc,

wi

S20 Boiler Stack

9/22/2011
Run 3

SO, ppm,w Noxppm,w %0,,d %CO,, w
98.338 48.258 14.086 6.099
99.609 47.521 14.066 6.037
99.925 47.897 14.205 5.973
103.017 A47.246 14.151 5.984
108.765 45125 14.225 5.957
113.017 45.914 14.137 6.028
117.91 43.889 14.02 6.147
119.517 43.035 13.953 6.186
120.351 44.907 13.912 6.224
117.467 45.125 13.93 6.26
115.748 44,652 13.863 6.355
112.686 45.497 13.765 6.415
112.574 46.066 13.87 6.363
108.47 46.402 13.872 6.359
104.528 47.043 13.8 6.407
102.626 46.56 13.842 6.365
102.066 45,497 13.991 6.276
98.251 47.058 13.887 6.356
100.484 47.043 13.818 6.405
99.808 47.353 13.822 6.413
104.35 46.509 13.879 6.317
107.596 46.124 13.957 6.235

19
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MSI / Manitowoc PU
Manitowoc, Wi
$20 Boller Stack

Volumetric Flow Rate Data

9/2212011
Test 3L Run 3
Low "Normal" Load (80 Kibs/Hr)

Number of Sample Points 16
Sq. root
Point Number Deltap delta p Temperature
1 A-1 0.017 0.130 187
2 A2 0.011 0.105 187
3 A3 0.010 0.100 187
4 A-4 0.010 0.100 187
5 B-1 0.024 0.155 188
<] B-2 0.021 0.145 188
7 B-3 0.020 0.141 188
8 B-4 0.012 0.110 188
9 C-1 0.027 0.164 190
10 c-2 0.028 0.167 190
11 C-3 0.026 0.161 190
12 C-4 0.016 0.126 190
13 D-1 0.016 0.122 192
14 D-2 0.011 0.105 192
15 D-3 0.011 0.105 192
16 D-4 0.010 0.100 192
Average 0.0168 0.127 189
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 189
Wet Buib (°F) 96.0 Static Pressure
TRA 1.21 Pitot Coefficient
Vapor Pressure of Water 1.71
ra) 93.25 Duct Width (in.)
PM 71.42 Dugct Length (in.)
Barometric Pressure 29.43 Duct Area (ft%)
Stack Diameter (in.)
Stack Area (ft?)
Moisture Content 243
Molecular Weight (dry)
0, % 13.884 Molecular Weight (wet)
CO, % 6.398 Stack Pressure
Feet per Second
Standard CFH 3,377,543 Actual CFM
K Standard CFH 56.292 DSCFM
Field Calculations
Raw Data Table
Cylinder Gas Corrected
Instrument ppmor % Zero Span Value for Calibration
0, (dry) 13.96 0.04 11.07 11.0 13.88
CO, (wet) 6.23 0.03 8.50 8.5 6.24
NOX (wet) 46.12 -0.04 113.31 113.2 46.10
SO, (wet) 107.60 0.25 114.13 114.4 107.84
Moisture 243 Standard CFH 3,377,543
Fuel Factor 1839 K Standard CFM 56.292
DSCFM 54925
Results
Flow Start 1:20 PM Gases Start 1:20 PM
Flow Stop 1:30 PM Gases Stop 1:40 PM
CO, %, wet 6.2
NOX ppm, wet 46.1
NOx LB/mmBTU 0.162
S0, ppm, wet 107.8
SO, LB/mmBTU 0.528
SCFH 3,378,000
WAF applied 0.9900
20

Time

1:20 PM

1:30 PM

-0.40
0.815

0.00

0.00

0.00
168.00
153.94

29.579
29.298
29.401
7.627
70442.25
54924.92

MPUO00640




MSI / Manitowoc PU
Manitowoc, Wi
$20 Boiler Stack
9/22/2011
Run 4

Time SO, ppm,w Noxppm,w %0, d %CO, w
1:50:02 84.534 49.494 13.947 6.27
1:51:02 81.599 51.295 13.903 6.289
1:52:02 80.139 51.865 13.935 6.236

1:563:02 80.953 51.834 13.922 6.267
1:54:02 78.7 53.111 13.987 6.168
1:65:02 84.269 50.72 14.015 6.175
1:66:02 84.564 51.61 13.948 6.215
1:67:02 79.519 50.43 13.964 6.1562
1:68:02 77.362 51.656 13.967 6.187
1:59:02 79.315 51.219 13.982 - 6.125
2:00:02 79.076 52.877 14.046 6.071
2:01:02 82.052 51.275 14.095 6.073
2:02:02 84.173 51.839 14.004 6.147
2:03:02 84.951 50.929 13.903 6.154
2:04:02 85.49 51.249 14.128 5.899
2:05:02 90.103 51.381 14.192 5.967
2:06:02 94.676 50.71 14.005 6.053
2:07:02 99.945 50.908 14.001 6.109

2:08:02 100.932 49.062 13.948 6.116
2:09:02 102.717 49.586 13.893 6.194

2:10:02 104.604 50.629 13.91 6.219
Average 86.651 51.128 13.985 6.147
21
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MS1/ Manitowoc PU
Manitowoc, WI
S$20 Boiler Stack

9/22/2011
Test 3L

Run 4

Low "Normal" Load (80 Klibs/Hr)

Volumetric Flow Rate Data

Number of Sample Points 16
Sq. root
Point Number Deitap deltap
1 A1 0.014 0.118
2 A-2 0.013 0.114
3 A-3 0.012 0.110
4 A-4 0.011 0.108
5 B-1 0.022 0.148
6 B-2 0.026 0.161
7 B-3 0.013 0.114
8 B-4 0.010 0.100
9 c-1 0.023 0.151
10 c-2 0.028 0.167
11 C-3 0.026 0.161
12 C-4 0.018 0.134
13 D-1 0.019 0.138
14 D-2 0.013 0.114
15 D-3 0.012 0.110
16 D-4 0.011 0.105
Average 0.0169 0.128
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 194
Wet Bulb (°F) 97.0 Static Pressure
TRA 1.21 Pitot Coefficient
Vapor Pressure of Wate: 1.77
zT 96.50 Duct Width (in.)
PM 73.25 Duct Length (in.)
Barometric Pressure 29.43 Duct Area (ft})
Stack Diameter (in.)
Stack Area (ft?)
Moisture Content 2.49
Molecular Weight (dry)
O, % 13.808 Molecular Weight (wet)
CO, % 6.323 Stack Pressure
Feet per Second
Standard CFH 3,389,001 Actual CFM
K Standard CFH 56.485 DSCFM
Field Calcutations
Raw Data Table
Cylinder
Instrument ppmor % Zero Span Value
O, (dry) 13.99 0.04 11.07 11.0
CO;, (wet) 6.15 0.03 8.49 85
NOx (wet) 51.18 -0.19 113.17 113.2
S0, (wet) 86.65 0.26 114.45 114.4
Molsture 2.49 Standard CFH
Fuel Factor 1839 K Standard CFM
DSCFM 55078
Resuits
Flow Start 1:60 PM Gases Start
Flow Stop 2:00 PM Gases Stop
CO, %, wet 6.2
NOX ppm, wet 51.2
NOx LB/mmBTU 0.182
80, ppm, wet 86.6
SO, LB/mmBTU 0.429
SCFH 3,389,000
WAF applied 0.9800
22

Temperature
193
193
193
193
195
195
196
185
193
193
193
193
193
193
193
193

194

Gas Corrected
for Calibration
13.91
8.17
51.24
86.55

3,389,091
56.485

1:50 PM
2:10 PM

Time
1:50 PM

2:00 PM

-0.40
0.815

0
4]
0
168
163.93804

29.568
29.28
29.401
7.703
711458
66077.55

MPU00642




MSI / Manitowoc PU

Manitowoc,

wi

S$20 Boiler Stack

9/22/2011
Run 5

Time SO, ppm,w Noxppm,w %0,,d %CO,, w
2:30:02 95.22 47.567 13.873 6.261
2:31.02 98.653 46.193 13.952 6.15
2:32:02 96.746 47.262 14.009 6.087
2:33:02 96.558 48.091 14.067 6.044
2:34:02 92.885 48.086 14.16 5.964
2:35:02 95.454 47.394 14.093 6.035
2:36:02 98.557 49.484 13.943 6.149
2:37:.02 101.639 48.67 14.05 6.072
2:38:02 98.984 47.872 14.041 6.095
2:39:02 99.701 48,721 13.92 6.267
2:40:02 97.117 48.162 13.933 6.143
2:41:02 99.243 48.045 14.034 6.089
2:42:02 93.48 48.686 14.037 6.054
2:43.02 93.699 49.164 14.094 6.078
2:44:02 96.354 48.604 13.952 6.22
2:45:02 96.909 49.805 13.927 6.237
2:46:02 94.36 50.298 14.02 6.208
2:47:02 90.647 50.054 14.074 6.101
2:48:02 92.504 49.616 14.02 6.12
2:49:02 96.303 51.107 14.042 6.151
2:50:02 94177 49.779 13.997 6.182

Average 96.152 48.698 14.011 6.129
23
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MSI / Manitowoc PU
Manitowoc, Wi
$20 Bofler Stack

Volumetric Flow Rate Data

9/22/2011
Test 3L
Low "Normal" Load (80 Kibs/Hr)

Number of Sample Points 16
Sq. root
Point Number Deltap deitap
1 A-1 0.016 0.126
A-2 0.013 0.114
3 A-3 0.012 0.110
4 A4 0.015 0.122
5 B-1 0.028 0.167
6 B-2 0.030 0.173
7 B-3 0.023 0.152
8 B-4 0.015 0.122
9 C-1 0.024 0.155
10 C-2 0.028 0.167
11 C-3 0.029 0.170
12 C-4 0.017 0.130
13 D-1 0.017 0.130
14 D-2 0.011 0.105
15 D-3 0.010 0.100
16 D-4 0.008 0.089
Average 0.0185 0.133
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 190
Wet Bulb (°F) 97.0 Static Pressure
TRA 1.21 Pitot Coefficient
Vapor Pressure of Water 1.77
zZT 93.25 Duct Width (in.)
PM 76.73 Duct Length (in.)
Barometric Pressure 29.43 Duct Area (ft)
Stack Diameter (in.)
Stack Area (f?)
Moisture Content 261
Molecular Weight (dry)
O, % 13.951 Molecular Weight (wet)
CO, % 6.321 Stack Pressure
Feet per Second
Standard CFH 3,637,723 Actual CFM
K Standard CFH 58.962 DSCFM
Field Calculations
Raw Data Table
Cylinder
Instrument ppmor % Zero Span Value
0O, (dry) 14.01 0.04 11.08 11.0
CO, (wet) 6.13 0.02 8.48 8.5
NOXx (wet) 48.70 -0.20 113.65 113.2
SO, (wet) 96.15 0.31 115.06 114.4
Moisture 2.61 Standard CFH
Fuel Factor 1839 K Standard CFM
DSCFM 57423
Results
Flow Start 2:30 PM Gases Start
Flow Stop 2:40 PM Gases Stop
CO, %, wet 6.2
NOX ppm, wet 48.6
NOx LB/mmBTU 0173
SO, ppm, wet 96.6
SO, LB/mmBTU 0.474
SCFH 3,538,000
WAF applled 0.9900

24

Run §

Temperature
187
187
187
187
190
190
190
190
193
193
193
193
191
191
191
191

190

Gas Corrected
for Calibration
13.95
6.16
48.62
95.56

3,537,723
58.962

2:30 PM
2:50 PM

=
3
®

l |

2:40 PM

-0.39
0.815

0
0
0
168
153.93804

20.569
29.267
29.401

8.

73894.76

57423.34

MPU00644




Time
3:00:22
3:01:22
3:02:22
3:03:22
3:04:22
3:05:22
3:06:22
3:07:22
3:08:22
3:09:22
3:10:22
3:11:22
3:12:22
3:13:22
3:14:22
3:15:22
3:16:22
3:17:22
3:18:22
3:19:22
3:20:22

Average

MSI / Manitowoc PU

Manitowoc,

wi

$20 Boiler Stack

9/22/2011
Run 6

SO, ppm, w Nox ppm, w

95.84
96.466
103.175
103.139
100.464
99.63
100.321
101.186
94.421
90.714
85.276
90.454
98.246
94.498
90.714
90.317
92.631
95.276
93.969
94.081
97.544

95.636

49.464
49.83
48.935
48.777
48.615
48.904
49.123
49.957
49.764
48.436
49.494
48.406
50.613
49.235
49.769
50.471
50.247
49.957
50.903
50.975
50.034

49.615

25

%0,,d %CO,w
14.032 6.119
14.084 6.009
14.046 6.129
13.898 6.251
13.945 6.152
13.995 6.129
13.977 6.188
13.883 6.297
13.813 6.33
13.939 6.172
14.221 5.938
14.266 5.991
13.905 6.324
13.725 6.408
13.878 6.187
14.084 6.069
13.939 6.211
14.047 6.12
13.994 6.136
14.027 6.121
14.027 6.141
13.987 6.163
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MSH/ Manitowoc PU 9/22/2011
Manitowoc, Wi Test 3L Run 6
$20 Boiler Stack Low "Normal" Load (80 Klbs/Hr)

Volumetric Flow Rate Data

Number of Sample Points 16
Sq. root
Point Number Deita p delta p Temperature Time
1 A1 0.013 0.114 185 3:00 PM
2 A-2 0.013 0.114 185
3 A-3 0.012 0.110 185
4 A4 0.012 0.110 185
5 B-1 0.028 0.167 186
6 B-2 0.029 0.170 186
7 B-3 0.026 0.161 186
8 B-4 0.010 0.100 186
9 C1 0.021 0.145 183
10 C-2 0.029 0.170 183
11 C-3 0.019 0.138 183
12 C-4 0.016 0.126 183
13 D-1 0.023 0.152 185
14 D-2 0.012 0.110 185
15 D-3 0.011 0.105 185
16 D-4 0.010 0.100 185 3:10 PM
Average 0.0178 0.131 185
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 185
Wet Bulb (°F) 97.0 Static Pressure -0.41
TRA 1.21 Pitot Coefficient 0.815
Vapor Pressure of Water 1.77
zT 87.75 Duct Width (in.) 0.00
PM 82,62 Duct Length (in.) 0.00
Barometric Pressure 29.43 Duct Area (ft) 0.00
Stack Diameter (in.) 168.00
Stack Area (ft?) 153.94
Moisture Content 2.81
Molecular Weight (dry) 29.574
0, % 13.932 Molecular Weight (wet) 29.249
CO, % 6.356 Stack Pressure 29.4
Feet per Second 7.808
Standard CFH 3,481,868 Actual CFM 72116.54
K Standard CFH 58.031 DSCFM 56400.34
Field Calculations
Raw Data Table
Cylinder Gas Corrected
Instrument ppm or % Zero Span Value for Calibration
O, (dry) 13.99 0.03 11.08 11.0 13.93
CO, (wet) 6.16 0.03 8.49 8.5 6.18
NOx (wet) 49.61 -0.18 113.98 113.2 49,38
S0, (wet) 95.64 0.44 115.09 114.4 94.99
Moisture 2.81 Standard CFH 3,481,868
Fuel Factor 1839 K Standard CFM 58.031
DSCFM 56400
Results
Flow Start 3:00 PM Gases Start 3:00 PM
Flow Stop 3:10 PM Gases Stop 3:20 PM
CO; %, wet 6.2
NOX ppm, wet 49.4
NOx LB/mmBTU 0.175
SO, ppm, wet 95.0
SO, LB/mmBTU 0.470
SCFH 3,482,000
WAF applied 0.9900
26
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MSI / Manitowoc PU

Manitowoc,

wi

S$20 Boiler Stack

9/22/2011
Run?7

Time SO, ppm,w Noxppm,w %0, d %CO,, w
3:30:52 98.577 49.749 13.992 6.092
3:31:52 103.246 49.545 14.018 6.148
3:32:52 106.527 49.138 13.91 6.225
3:33:52 106.232 48.564 13.854 6.238
3:34:52 102.381 49.683 13.892 6.229
3:35:52 102.254 51.051 13.879 6.279
3:36:52 104.304 49.215 13.842 6.237
3:37:52 101.598 50.466 13.927 6.21
3:38:52 99.447 50.832 13.91 6.24
3:39:52 101.267 49.347 13.939 6.176
3:40:52 100.55 49.494 13.941 6.21
3:41:52 97.046 49.403 13.88 6.233
3:42:52 100.418 48.869 13.87 6.247
3:43:52 99.93 50.471 13.8 6.333
3:44:52 92.911 51.366 13.791 6.29
3:45:52 95.342 50.054 13.869 6.211
3:46:52 93.18 49.932 13.969 6.123
3:47:52 91.37 50.308 14.022 6.025
3:48:52 89.635 50.507 14.022 6.106
3:49:52 86.95 53.172 13.981 6.146
3:50:52 86.441 53.085 13.933 6.167

Average 98.076 50.202 13.916 6.198
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MSI/ Manitowoc PU
Manitowoc, Wi
$20 Boiler Stack

9/22/2011
Test 3L

Volumetric Flow Rate Data

Run?

Low "Normal" Load (80 Kibs/Hr)

Number of Sample Points 16
Sq. root
Point Number Deitap deltap Temperature
1 A-1 0.015 0.122 186
2 A-2 0.012 0.110 186
3 A-3 0.011 0.105 186
4 A4 0.010 0.100 186
5 B-1 0.026 0.161 191
6 B-2 0.030 0.173 191
7 B-3 0.023 0.152 191
8 B-4 0.012 0.110 191
] C-1 0.022 0.148 191
10 C-2 0.028 0.167 191
1 c-3 0.027 0.164 191
12 C-4 0.012 0.110 191
13 D-1 0.011 0.105 190
14 D-2 0.012 0.110 190
15 D-3 0.011 0.105 190
16 D-4 0.010 0.100 190
Average 0.0170 0.128 190

Moisture Content Data

Flow Rate Data

Dry Bulb (°F) 190
Wet Bulb (°F) 97.0 Static Pressure
TRA 1.21 Pitot Coeffictent
Vapor Pressure of Watet 1.77
92.50 Duct Width (in.)
PM 77.54 Duct Length (in.)
Barometric Pressure 2943 Duct Area (ft?)
Stack Diameter (in.)
Stack Area (ff%)
Moisture Content 2.64
Molecular Weight (dry)
0, % 13.869 Molecular Weight (wet)
CO, % 6.378 Stack Pressure
Feet per Second
Standard CFH 3,384,531 Actual CFM
K Standard CFH 56.409 DSCFM
Field Calculations
Raw Data Table
Cylinder Gas Corrected
Instrument ppmor % Zero Span + Value for Calibration
O, (dry) 13.92 0.04 11.05 11.0 13.87
CO, (wet) 6.20 0.03 8.50 8.5 6.21
NOx (wet) 50.20 -0.20 113.67 113.2 50.10
S0, (wet) 98.08 0.47 115.06 114.4 97.44
Moisture 2.64 Standard CFH 3,384,531
Fuel Factor 1839 K Standard CFM 56.409
DSCFM 54921
Resuits
Flow Start 3:30 PM Gases Start 3:30 PM
Flow Stop 3:40 PM Gases Stop 3:50 PM
CO, %, wet 6.2
NOX ppm, wet 50.1
NOx LB/mmBTU 0.177
SO, ppm, wet 974
S0, LB/mmBTU 0.479
SCFH 3,385,000
WAF applied 0.9900
28

3:40 PM

-0.42
0.815

0.00

0.00

0.00
168.00
163.94

290.575
29.27
29.399
7.646
70618.71
54921.13

MPUO00648




Time
4:00:32
4:01:32
4:02:32
4:.03:32
4:04:32
4:05:32
4:06:32
4:07:32
4:08:32
4:09:32
4:10:32
4:11:32
4:12:32
4:13:32
4:14:32
4:15:32
4:16:32
4:17:32
4:18:32
4:19:32
4:20:32

Average

MSI / Manitowoc PU

Manitowoc,

wi

$20 Boiler Stack

9/22/2011
Run 8

SO, ppm, w Nox ppm, w

94.5638
92.489
91.543
88.862
88.12
95.21
94.203
93.328
94.66
91.914
88.781
91.695
92.382
94.945
100.047
102.346
99.05
95.54
91.136
87.799
92.656

93.393

51.509
51.539
51.682
52.053
50.964
52.007
52.053
50.817
52.251
51.453
52.343
52.195
51.86
51.788
52.775
50.908
51.753
51.671
51.951
60.562
52.912

52.240
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%0, d

13.907
13.935
13.95
14.058
14.097
14.043
13.954
14.022
13.949
14.06
14.16
14.16
14.128
14.094
14.074
14.055
14.103
14.022
14.027
14.144
14.108

14.050

% CO, W

6.175
6.172
6.106
6.054
6.028
6.126
6.179
6.105
6.184
6.008
5.99
5.086
6.027
6.039
6.138
6.153
6.233
6.164
6.071
5.979
6.008

6.092

MPUO00649




Point Number

Average

Moisture Content Data
Dry Bulb (°F)
Wet Bulb (°F)
TRA
Vapor Pressure of Watet
T
PM
Barometric Pressure

Moisture Content

0,%
CO, %

Standard CFH
K Standard CFH

Instrument
0O, (dry)
CO, (wet)
NOx (wet)
SO, (wet)

Moisture
Fuel Factor
DSCFM

MSI / Manitowoc PU
Manitowoc, Wi
$20 Boiler Stack

Volumetric Flow Rate Data

9/22/2011
Test 3L Run8
Low "Normal" Load (80 Klbs/Hr)

Number of Sampie Points 16
$q. root
Deltap delta p Temperature
A1 0.015 0.122 186
A-2 0.018 0.134 186
A-3 0.011 0.105 186
A-4 0.010 0.100 186
B-1 0.033 0.182 190
B-2 0.036 0.190 190
B-3 0.025 0.158 190
B-4 0.016 0.126 190
C-1 0.015 0.122 191
c-2 0.018 0.134 191
c-3 0.020 0.141 191
c-4 0.016 0.126 191
D-1 0.013 0.114 188
D-2 0.011 0.105 188
D-3 0.011 0.105 188
D-4 0.010 0.100 188
0.017 0.129 189
Flow Rate Data
189
98.0 Static Pressure
1.20 Pitot Coefficient
1.82
90.75 Duct Width (in.)
84.86 Duct Length (in.)
29.43 Duct Area (ft%)
Stack Diameter (in.)
Stack Area (ft*)
2.89
Molecular Weight (dry)
13.983 Molecular Weight (wet)
6.298 Stack Pressure
Feet per Second
3,429,247 Actual CFM
57.154 DSCFM
Field Calculations
Raw Data Table
Cylinder Gas Corrected
ppmor % Zero Span Value for Calibration
14.05 0.04 11.06 11.0 13.98
6.09 0.02 8.48 8.5 8.12
52.24 -0.23 113.42 113.2 52.26
93.39 042 116.21 114.4 92.66
2.89 Standard CFH 3,429,247
1839 K Standard CFM 67.154
55504
Results
Flow Start 2:00 PM Gases Start 2:00 PM
Flow Stop 2:10 PM Gases Stop 2:20 PM
CO, %, wet 6.1
NOX ppm, wet 52.3
NOx LB/mmBTU 0.188
SO, ppm, wet 92.7
SO, LB/immBTU 0.463
SCFH 3,429,000
WAF applied 0.9900
30

Time
2:00 PM

210 PM

-0.42
0815

0.00

0.00

0.00
168.00
153.94

29.567
29,233
29.399
7.738
71469.09
55504.33

MPUO00650




Time
4:30:02
4:31:03
4:32:04
4:33:05
4:34.06
4:35.07
4:36:08
4:37.09
4:38:10
4:39:11
4:40:12
4:41:13
4:42:14
4:43:15
4:44:16
4:45:17
4:46:18
4:47:19
4:48:20
4:49:21
4:50:22

Average

MSI / Manitowoc PU

Manitowoc,

wi

$20 Boiler Stack

9/22/2011
Run9

SO, ppm, w Nox ppm, w

90.13
90.019
87.231
85.395
85.354
82.242
83.829
86.275
89.378
90.766
93.202
95.756

99.563

104.174
105.252
107.424
104.331
105.766
104.926
100.277
96.402

94.650

52.673
52.729
53.894
52.546
54.413
54.326
52.709
51.87
52.739
53.5699
53.253
52.979
52.46
51.666
51.951
52.643
50.323
50.842
52.816
52.682
51.951

52.617
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%0,.d

14
14.018
14.02
14117
14.07
14.088
14.06
14.038
14.022
14.095
14.119
14.172
14.081
14.127
14.069
13.99
14.011
13.995
13.887
13.945
13.994

14.044

% CO,, w

6.177
6.147
6.126
6.041
6.067
6.05
6.127
6.108
6.113
6.049
5.986
6.001
6.055
6.016
6.08
6.186
6.131
6.183
6.301
6.206
6.15

6.110
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MSI / Manitowoc PU
Manitowoc, Wi
$20 Boiler Stack

9/22/2011
Test 3L

Run g

Low "Normal" Load (80 Klbs/Hr)

Volumetric Flow Rate Data

Number of Sample Points 16
Sq. root
Point Number Delta p delta p
1 A-1 0.018 0.134
2 A-2 0.014 0.118
3 A3 0.013 0.114
4 A4 0.010 0.100
5 B-1 0.025 0.168
6 B-2 0.022 0.148
7 B-3 0.026 0.161
8 B-4 0.021 0.145
9 c-1 0.021 0.145
10 c-2 0.022 0.148
11 C-3 0.020 0.141
12 C-4 0.013 0.114
13 D-1 0.018 0.134
14 D-2 0.018 0.134
16 D-3 0.012 0.110
16 D-4 0.010 0.100
Average 0.018 0.132
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 190
Wet Bulb (°F) 97.0 Static Pressure
TRA 1.21 Pitot Coefficient
Vapor Pressure of Water 1.77
zT 93.26 Duct Width (in.)
PM 76.73 Duct Length (in.)
Barometric Pressure 29.43 Duct Area (ft%)
Stack Diameter (in.)
Stack Area (ft})
Moisture Content 261
Molecular Weight (dry)
0, % 13.95 Molecular Weight (wet)
CO, % 6.295 Stack Pressure
Feet per Second
Standard CFH 3,489,561 Actual CFM
K Standard CFH 58.159 DSCFM
Field Calculations
Raw Data Table
Cylinder
Instrument ppm or % zZero Span Value
O (dry) 14.04 0.03 11.08 11.0
CO, (wet) 6.11 0.02 8.49 8.5
NOx (wet) 52.62 -0.22 113.84 113.2
SO, (wet) 94.65 0.25 116.42 114.4
Moisture 2.61 Standard CFH
Fuel Factor 1839 K Standard CFM
DSCFM 56642
Results
Flow Start 4:30 PM Gases Start
Flow Stop 4:40 PM Gases Stop
CO, %, wet 6.1
NOX ppm, wet 52.4
NOx LB/mmBTU 0.188
SO, ppm, wet 93.8
SO, LBImmBTU 0.467
SCFH 3,490,000
WAF applied 0.9900
32

Temperature Time
192 4:30 PM
192
192
192
188
188
188
188
190
190
190
190
191
191
191
191 4:40 PM
190

-0.40
0.815
0.00
0.00
0.00
168.00
153.94
29.565
29.263
29.401
7.892
72890.6
56641.51

Gas Corrected
for Calibration
13.95
6.13
52.44
93.77

3,489,561
58.169

4:30 PM
4:50 PM

MPUO00652




MSI / Manitowoc PU

Manitowoc,

wi

S20 Boiler Stack

9/22/2011
Run 10

Time SO, ppm,w Noxppm,w %0, d %CO, w
5:00:23 95.725 52.378 14.011 6.186
5:01:22 95.201 51.946 13.949 6.147
5:02:21 92.841 52.546 14.074 6.105
5:03:20 92.801 53.223 14.039 6.167
5:04:19 87.821 54.245 13.969 6.166
5:05:18 87.969 53.131 14.011 6.144
5:06:17 85.426 52.948 14.1 6.083
5:07:16 86.005 53.421 14.052 6.093
5:08:15 86.478 53.935 14.062 6.104
5:09:14 86.234 54.586 14.119 6.005
5:10:13 87.618 54.474 14.517 6.068
5:11:12 88.06 53.736 14.064 6.101
5:12:11 88.549 53.899 14.069 6.057
5:13:10 90.095 53.569 14.07 6.134
5:14:09 87.592 54.245 14.062 6.115
5:15:08 90.664 53.507 14.062 6.126
5:16:07 95.369 53.472 14.039 6.146
5:17.06 99.759 52.383 14.062 6.094
5:18:05 101.213 53.528 14.066 6.139
5:19:04 101.615 52.633 14.02 6.172
5:20:03 104.204 52.673 14.088 6.077
Average 91.964 53.356 14.072 6.116
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MS!/ Manitowoc PU
Manitowoc, Wi
520 Boiler Stack

9/22/2011
Test 3L

Volumetric Flow Rate Data

Number of Sample Points 16
Sq. root
Point Number Delta p delta p
1 A1 0.013 0.114
2 A-2 0.011 0.105
3 A-3 0.010 0.100
4 A-4 0.010 0.100
5 B-1 0.023 0.152
[} B-2 0.027 0.164
7 B-3 0.028 0.167
8 B-4 0.018 0.134
9 C-1 0.027 0.164
10 c-2 0.031 0.176
" C-3 0.028 0.167
12 C-4 0.021 0.145
13 D-1 0.014 0.118
14 D-2 0.013 0.114
15 D-3 0.011 0.105
16 D-4 0.010 0.100
Average 0.018 0.133
Moisture Content Data Flow Rate Data
Dry Bulb (°F) 188
Wet Bulb (°F) 97.0 Static Pressure
TRA 1.21 Pitot Coefficient
Vapor Pressure of Watel 1.77
zT 91.25 Duct Width (in.)
PM 78.88 Duct Length (in.)
Barometric Pressure 29.43 Duct Area (ft?)
Stack Diameter (in.)
Stack Area (ft)
Moisture Content 2,68
Molecular Weight (dry)
0, % 13.986 Molecular Weight (wet)
CO, % 6.273 Stack Pressure
Feet per Second
Standard CFH 3,529,622 Actual CFM
K Standard CFH 58.827 DSCFM
Field Calculations
Raw Data Table
Cylinder
Instrument ppmor % Zero Span Value
0O, (dry) 14.07 0.04 11.08 11.0
CO, (wet) 6.12 0.03 8.53 8.5
NOx (wet) 53.36 -0.22 114.23 113.2
SO, (wet) 91.96 0.16 116.37 114.4
Moisture 268 Standard CFH
Fuel Factor 1839 K Standard CFM
DSCFM 57249
Results
Flow Start 5:00 PM Gases Start
Flow Stop 5:10 PM Gases Stop
CO,; %, wet 8.1
NOX ppm, wet 53.0
NOx LB/mmBTU 0.191
SO, ppm, wet 91.2
SO, LB/mmBTU 0.456
SCFH 3,530,000
WAF applied 0.9900
34

Run 10

Low "Normal” Load (80 Klbs/Hr)

Temperature
187
187
187
187
187
187
187
187
189
189
189
189
190
190
190
190

188

Gas Corrected
for Calibration -
13.99
6.10
52.99
91.16

3,529,622
58.827

5:00 PM
5:20 PM

Time
5.00 PM

5:10 PM

-0.42
0.816

0.00

0.00

0.00
168.00
163.94

29,563
29,253
29.399
7.958
73504.32
67248,76
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Interpoll Laboratories
(763) 786-6020

EPA Method 2 Field Data Sheet

Job MS! / Manitowoc PU

Source S20 Boiler Stack

Test M Run _1 Date 9/21/2011 Cross-section Elevation

Stack Diameter (in.) 168 View View

Dry Bulb (°F) 210 Wet Bulb (°F) 108

Moisture Content (%) 4.57

Monometer Expanded

Barometric Pressure 29.27

Static Pressure +/- -0.38

Operators Rory Eiynck / Andrew Strong

Pitot No. 04-5+-P1 Pitot Coeff. 0.8150

- 140 Kibs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 8.35 PM
A-1 0.032 5.38 19.38 0.025 210
A-2 0.105 17.64 31.64 0.030 210
A-3 0.194 32.59 46.59 0.035 210
A-4 0.323 54.26 68.26 0.025 210
B-1 0.028 212
B-2 0.032 212
B-3 0.031 212
B-4 0.025 212
C-1 0.025 215
C-2 0.032 215
C-3 0.031 215
C-4 0.020 215
D-1 0.015 213
D-2 0.018 213
D-3 0.015 213
D-4 0.012 213
igital Numbers Used: 857138 End Time: 8:44 PM

MPUOQ0656




Interpoll Laboratories

(763) 786-6020
CrA WIEUIUU £ iU vdla olieel

Job MSI / Manitowoc PU

Source 520 Boiler Stack

Test 3M Run _2 Date 9/21/2011 Cross-section Elevation

Stack Diameter (in.) 168 View View

Dry Bulb (°F) 213 Wet Bulb (°F) 108

Moisture Content (%) 4.56

Monometer Expanded

Barometric Pressure 29.27

Static Pressure +/- -0.40

Operators Rory Eiynck / Andrew Strong

Pitot No. 04-5+-P1 Pitot Coeff. 0.8150

140 Klbs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (“F)
Port Length (in,): 14,00 Start Time: 8:45 AM

A1 0.032 5.38 19.38 0.020 213
A-2 0.105 17.64 31.64 0.015 213
A-3 0.194 32.59 46.59 0.014 213
A-4 0.323 54.26 68.26 0.010 213
B-1 0.032 214
B-2 0.030 214
B-3 0.032 214
B-4 0.025 214
C-1 0.028 213
C-2 0.031 213
C-3 0.032 213
C-4 0.022 213
D-1 0.028 212
D-2 0.028 212
D-3 0.025 212
D-4 0.015 212

Digital Numbers Used: 857138 End Time: 8:52 PM

2
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Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source S20 Boiler Stack
Test 3M Run _3 Date 9/21/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 214 Wet Bulb (°F) 108
Moisture Content (%) 4.61
Monometer Expanded
Barometric Pressure 29.27
Static Pressure +/- -0.40
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
140 Kibs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diamster Wall (in.) Port (in.) of Gas (“F)
Port Length (in.): 14.00 Start Time: 8:53 PM
A-1 0.032 5.38 19.38 0.022 214
A-2 0.105 17.64 31.64 0.025 214
A-3 0.194 32.59 46.59 0.030 214
A-4 0.323 54.26 68.26 0.020 214
B-1 0.030 212
B-2 0.031 212
B-3 0.035 212
B-4 0.028 212
C-1 0.028 210
C-2 0.045 210
C-3 0.037 210
C-4 0.028 210
D-1 0.014 210
D-2 0.013 210
D-3 0.013 210
D-4 0.012 210
Digital Numbers Used: 857138 End Time: 9:00 PM
3
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Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test M Run _4 Date 9/21/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 210 Wet Bulb (°F) 108
Moisture Content (%) 4.06
Monometer Expanded
Barometric Pressure 29.27
Static Pressure +/- -0.41
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
140 Kibs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 9:12 PM
A1 0.032 5.38 19.38 0.019 210
A2 0.108 17.64 31.64 0.012 210
A-3 0.194 32.59 46.59 0.012 210
A4 0.323 54.26 68.26 0.012 210
B-1 0.030 211
B-2 0.029 211
B-3 0.036 211
B-4 0.028 211
C-1 0.029 212
c-2 0.036 212
C-3 0.033 212
C-4 0.023 212
D-1 0.022 213
D-2 0.020 213
D-3 0.031 213
D-4 0.019 213
Digital Numbers Used: 85/138 End Time: 9:18 PM
4
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Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU

Source $20 Boiler Stack

Test 3M Run _ 6 Date 9/21/2011 Cross-section Elevation

Stack Diameter (in.) 168 View View

Dry Bulb (°F) 211 Wet Bulb (°F) 106

Moisture Content (%) 4.04

Monometer Expanded

Barometric Pressure 29.27

Static Pressure +/- -0.41

Operators Rory Eiynck / Andrew Strong

Pitot No. 04-5+-P1 Pitot Coeff. 0.8150

140 Klbs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 9:19 PM

A-1 0.032 5.38 19.38 0.023 211
A2 0.105 17.64 31.64 0.028 211
A-3 0.194 32.59 46.59 0.031 211
A-4 0.323 54.26 68.26 0.014 211
B-1 0.030 212
B-2 0.033 212
B-3 0.039 212
B-4 0.019 212
C-1 0.021 212
C-2 0.039 212
C-3 0.031 212
C-4 0.018 212
D-1 0.012 213
D-2 0.012 213
D-3 0.014 213
D-4 0.010 213

Digital Numbers Used: 85/138 E£nd Time: 9:26 PM
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MPUOQ0660




Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MS!| / Manitowoc PU
Source 520 Boiler Stack
Test 3M Run _6 Date 9/21/2011 Cross-section Elevation
Stack Diameter (in.) ) 168 View View
Dry Bulb (°F) 214 Wet Bulb (°F) 106
Moisture Content (%) 3.99
Monometer Expanded
Barometric Pressure 29.27
Static Pressure +/- -0.45
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
140 Klbs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature .
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 9:27 PM
A-1 0.032 5.38 19.38 0.019 214
A2 0.105 17.64 31.64 0.016 214
A-3 0.194 32.59 46.59 0.013 214
A-4 0.323 54.26 68.26 0.011 214
B-1 0.021 213
B-2 0.032 213
B-3 0.038 213
B-4 0.028 213
C-1 0.026 213
C-2 0.032 213
C-3 0.031 213
C-4 0.024 213
D-1 0.025 214
D-2 0.028 214
D-3 0.026 214
D-4 0.017 214
Digital Numbers Used: 85 /138 End Time: 9:33 PM
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Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3M Run _7 Date 9/21/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 214 Wet Bulb (°F) 105
Moisture Content (%) 3.71
Monometer Expanded
Barometric Pressure 29.27
Static Pressure +/- -0.40
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
140 Klbs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 9:42 PM
A1 0.032 5.38 19.38 0.020 214
A-2 0.108 17.64 31.64 0.030 214
A-3 0.194 32.59 46.59 0.031 214
A-4 0.323 54.26 68.26 0.020 214
B-1 0.030 215
B-2 0.039 215
B-3 0.034 2186
B-4 0.022 215
C-1 0.021 213
C-2 0.031 213
C-3 0.030 218
C-4 0.028 213
D-1 0.018 214
D-2 0.014 214
D-3 0.013 214
D-4 0.010 214
Digital Numbers Used: 85/138 End Time: 9:48 PM
7
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Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MS! / Manitowoc PU
Source $20 Boiler Stack
Test 3M Run _ 8 Date 9/21/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 215 Wet Bulb (°F) 105
Moisture Content (%) 3.72
Monometer Expanded
Barometric Pressure 29.27
Static Pressure +/- -0.42
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
140 Kibs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 9:49 PM
A-1 0.032 5.38 19.38 0.019 215
A-2 0.105 17.64 31.64 0.013 215
A-3 0.194 32.59 46.59 0.012 215
A-4 0.323 54.26 68.26 0.011 215
B-1 0.029 214
B-2 0.038 214
B-3 0.039 214
B-4 0.024 214
C-1 0.033 212
C-2 0.041 212
C-3 0.030 212
C-4 0.019 212
D-1 0.020 213
D-2 0.029 213
D-3 0.029 213
D-4 0.013 213
Digital Numbers Used: 85/138 End Time: 9:55 PM
8

MPUOQ0663




Interpoll Laboratories

(763) 786-6020
EPA Method 2 Field Data Sheet

Job MS! / Manitowoc PU

Source $20 Boiler Stack

Test 3M Run _9 Date 9/21/2011 Cross-section Elevation

Stack Diameter (in.) 168 View View

Dry Bulb (°F) 215 Wet Bulb (°F) 105

Moisture Content (%) 3.71

Monometer Expanded

Barometric Pressure 29.27

Static Pressure +/- -0.39

Operators Rory Eiynck / Andrew Strong

Pitot No. 04-5+-P1 Pitot Coeff. 0.8150

140 Klbs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 9:56 PM

A-1 0.032 5.38 19.38 0.020 215
A-2 0.105 17.64 31.64 0.021 215
A-3 0.194 32.59 46.59 0.025 215
A-4 0.323 54.26 68.26 0.019 215
B-1 0.028 216
B-2 0.031 216
B-3 0.038 216
B-4 0.027 216
C-1 0.021 212
C-2 0.037 212
C-3 0.038 212
C-4 0.021 212
D-1 0.012 213
D-2 0.015 213
D-3 0.013 213
D-4 0.015 213

Digital Numbers Used: 85/138 End Time: 10:02 PM
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Interpoll Laboratories
(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3M Run _10_ Date 9/21/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 215 Wet Bulb (°F) 105
Moisture Content (%) 3.67
Monometer Expanded
Barometric Pressure 29.27
Static Pressure +/- -0.41
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
140 Klbs/Hr
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 10:03 PM
A-1 0.032 5.38 19.38 0.013 215
A2 0.105 17.64 31.64 0.016 215
A-3 0.194 32.59 46.59 0.013 215
A-4 0.323 54.26 68.26 0.014 215
B-1 0.026 215
B-2 0.038 215
B-3 0.039 215
B-4 0.019 215
C-1 0.026 214
C-2 0.034 214
C-3 0.035 214
C-4 0.021 214
D-1 0.022 216
D-2 0.024 216
D-3 0.027 216
D-4 0.015 216
Digital Numbers Used: 85/138 End Time: 10:08 PM
10
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Interpoll Laboratories
(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source S20 Boiler Stack
Test 3L Run _ 1 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 184 Wet Bulb (°F) 101
Moisture Content (%) 3.74
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.36
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (*F)
Port Length (in): 74,00 Start Time: 12:27 PM
A-1 0.032 5.38 19.38 0.010 184
A-2 0.105 17.64 31.64 0.012 184
A-3 0.194 32.59 46.59 0.011 184
A-4 0.323 54.26 68.26 0.011 : 184
B-1 0.025 182
B-2 0.026 182
B-3 0.023 182
B-4 0.012 182
C-1 0.024 185
C-2 0.027 185
C-3 0.025 185
C-4 0.023 185
D-1 0.016 186
D-2 0.012 186
D-3 0.011 : 186
D-4 0.010 186
Digital Numbers Used: 857138 End Time: 12:35 PM
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Interpoil Laboratories

(763) 786-6020

CrA NICUIVU £ TICIU wdlda ol1eelL

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3L Run _2 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 186 Wet Bulb (°F) 99
Moisture Content (%) 3.20
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.41
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 12:50 PM
A-1 0.032 5.38 19.38 0.015 186
A-2 0.105 17.64 31.64 0.015 186
A-3 0.194 32.59 46.59 0.010 186
A4 0.323 54.26 68.26 0.011 186
B-1 0.024 185
B-2 0.022 185
B-3 0.022 185
B-4 0.011 185
C-1 0.028 186
C-2 0.028 186
C-3 0.028 186
C-4 0.014 186
D-1 0.017 188
D-2 0.011 188
D-3 0.011 188
D-4 0.010 188
Digital Numbers Used: 857138 End Time: 1:00 PM
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Interpoll Laboratories

(763) 786-6020

EPA Method 2 Field Data Sheet

Job MS! / Manitowoc PU

Source S$20 Boiler Stack

Test 3L Run _ 3 Date 9/22/2011 Cross-section Elevation

Stack Diameter (in.) 168 View View

Dry Bulb (°F) 187 Wet Bulb (°F) 96

Moisture Content (%) 243

Monometer Normal

Barometric Pressure 29.43

Static Pressure +/- -0.40

Operators Rory Eiynck / Andrew Strong

Pitot No. 04-5+-P1 Pitot Coeff. 0.8150

Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of . Velocity Temperature
Number Diameter Wall (in.} Port (in.) of Gas (“F)
Port Length (in.): 14.00 Start Time: 1:20 PM

A1 0.032 5.38 19.38 0.017 187
A-2 0.105 17.64 31.64 0.011 187
A-3 0.194 32.59 46.59 0.010 187
A-4 0.323 54.26 68.26 0.010 187
B-1 0.024 188
B-2 0.021 188
B-3 0.020 188
B-4 0.012 188
C-1 0.027 180
C-2 0.028 190
C-3 0.026 180
C-4 0.016 190
D-1 0.015 192
D-2 0.011 192
D-3 0.011 182
D-4 0.010 192

Digital Numbers Used: 85/138 End Time: 1:30 PM
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Interpoll Laboratories

(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source S20 Boiler Stack
Test 3L Run _4 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 193 Wet Bulb (°F) 97
Moisture Content (%) 2.49
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.40
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.} Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 1:50 PM
A-1 0.032 5.38 19.38 0.014 193
A-2 0.105 17.64 31.64 0.013 193
A-3 0.194 32.59 46.59 0.012 193
A-4 0.323 54.26 68.26 0.011 193
B-1 0.022 195
B-2 0.026 195
B-3 0.013 195
B-4 0.010 195
C-1 0.023 193
C-2 0.028 193
C-3 0.026 193
C-4 0.018 193
D-1 0.019 193
D-2 0.013 193
D-3 0.012 193
D-4 0.011 193
Digital Numbers Used: 85/138 End Time: 2:00 PM
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Interpoll Laboratories
(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3L Run _§ Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 187 Wet Bulb (°F) 97
Moisture Content (%) 2.61
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.39
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal’ Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 2:30 PM
A1 0.032 5.38 19.38 0.016 187
A-2 0.105 17.64 31.64 0.013 187
A-3 0.194 32.59 46.59 0.012 187
A4 0.323 54.26 68.26 0.016 187
B-1 0.028 190
B-2 0.030 190
B-3 0.023 190
B-4 0.016 190
C-1 0.024 193
C-2 0.028 193
C-3 0.029 193
C-4 0.017 193
D-1 0.017 191
D-2 0.011 191
D-3 0.010 191
D-4 0.008 191
Digital Numbers Used: 85 /138 End Time: 2:40 PM
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Interpoll Laboratories

(763) 786-6020

EPA Method 2 Field Data Sheet

Job MS! / Manitowoc PU

Source S20 Boiler Stack

Test 3L Run _6 Date 9/22/2011 Cross-section Elevation

Stack Diameter (in.) 168 View View

Dry Bulb (°F) 185 Wet Bulb (°F) 97

Moisture Content (%) 2.81

Monometer Normal

Barometric Pressure 2943

Static Pressure +/- -0.41

Operators Rory Eiynck / Andrew Strong

Pitot No. 04-5+-P1 Pitot Coeff. 0.8150

Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 3:00 PM

A1 0.032 5.38 19.38 0.013 185
A-2 0.108 17.64 31.64 0.013 185
A-3 0.194 32.59 46.59 0.012 185
A-4 0.323 54.26 68.26 0.012 185
B-1 0.028 186
B-2 0.029 186
B-3 0.026 186
B-4 0.010 186
C-1 0.021 183
C-2 0.029 183
C-3 0.019 183
C-4 0.016 183
D-1 0.023 185
D-2 0.012 185
D-3 0.011 185
D-4 0.010 185

Digital Numbers Used: 85/138 End Time: 3:10 PM
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Interpoll Laboratories
(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3L Run _7 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 186 Wet Bulb (°F) 97
Moisture Content (%) 2.64
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.42
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal” Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wali (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 3:30 PM
A-1 0.032 5.38 19.38 0.015 186
A-2 0.105 17.64 31.64 0.012 186
A-3 0.194 32.59 46.59 0.011 186
A-4 0.323 54.26 68.26 0.010 186
B-1 0.026 191
B-2 0.030 191
B-3 0.023 191
B-4 0.012 191
C-1 0.022 191
C-2 0.028 191
C-3 0.027 191
C-4 0.012 191
D-1 0.011 190
D-2 0.012 190
D-3 0.011 190
D-4 0.010 190
Digital Numbers Used: 85/138 End Time: 3:40 PM
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Interpoll Laboratories

(763) 786-6020

EPA Method 2 Field Data Sheet

Job MS! / Manitowoc PU
Source $20 Boiler Stack
Test 3L Run _8 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb {°F) 186 Wet Bulb (°F) 98
Moisture Content (%) 2.89
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.42
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 2:00 PM
A-1 0.032 5.38 19.38 0.015 186
A-2 0.105 17.64 31.64 0.018 186
A3 0.194 32.59 46.59 0.011 186
A-4 0.323 54.26 68.26 0.010 186
B-1 0.033 190
B-2 0.036 190
B-3 0.025 190
B-4 0.016 180
C-1 0.015 191
C-2 0.018 191
C-3 0.020 191
C-4 0.016 191
D-1 0.013 188
D-2 0.011 188
D-3 0.011 188
D-4 0.010 188
Digital Numbers Used: 85/ 138 End Time: 2:10 PM
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Interpoll Laboratories
(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3L Run- _9 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 192 Wet Bulb (°F) 97
Moisture Content (%) 2.61
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.40
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal" Load (80 Klbs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 4:30 PM
A-1 0.032 5.38 19.38 0.018 192
A-2 0.105 17.64 31.64 0.014 192
A-3 0.194 32.59 46.59 0.013 192
A-4 0.323 54.26 68.26 0.010 192
B-1 0.025 188
B-2 0.022 188
B-3 0.026 188
B-4 0.021 188
C-1 0.021 190
C-2 0.022 190
C-3 0.020 190
C-4 0.013 190
D-1 0.018 191
D-2 0.018 191
D-3 0.012 191
D-4 0.010 191
Digital Numbers Used: 85/138 End Time: 4:40 PM
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Interpoll Laboratories

(763) 786-6020

EPA Method 2 Field Data Sheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Test 3L Run _10 Date 9/22/2011 Cross-section Elevation
Stack Diameter (in.) 168 View View
Dry Bulb (°F) 187 Wet Bulb (°F) 97
Moisture Content (%) 2.68
Monometer Normal
Barometric Pressure 29.43
Static Pressure +/- -0.42
Operators Rory Eiynck / Andrew Strong
Pitot No. 04-5+-P1 Pitot Coeff. 0.8150
Low "Normal" Load (80 Kibs/Hr)
Traverse Fraction Distance Distance
Point of From Stack From End of Velocity Temperature
Number Diameter Wall (in.) Port (in.) of Gas (°F)
Port Length (in.): 14.00 Start Time: 5:00 PM
A-1 0.032 5.38 19.38 0.013 187
A-2 0.108 17.64 31.64 0.011 187
A-3 0.194 32.59 46.59 0.010 187
A-4 0.323 54.26 68.26 0.010 187
B-1 0.023 187
B-2 0.027 187
B-3 0.028 187
B-4 0.018 187
C-1 0.027 189
C-2 0.031 189
C-3 0.028 189
C-4 0.021 189
D-1 0.014 190
D-2 0.013 190
D-3 0.011 190
D-4 0.010 190
Digital Numbers Used: 85 /138 End Time: 5:10 PM
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APPENDIX D

MEASUREMENT SYSTEM PERFORMANCE SPECIFICATIONS

MPUO00676




MSI/ Manitowoc PU
Manitowoc, Wi
$20 Boiler Stack
9/21/2011
Test 3M

CO, (TEI Model 410i)

Cylinder | Analyzer Span %

Value Response | Difference| Value of
(ppm) (ppm) (ppm) (ppm) Span
Zero 0.00 0.05 0.05 17.36 0.29
Mid Level 8.52 8.53 0.01 17.36 0.06
High Level| 17.36 17.51 0.15 17.36 0.86

O, (Servomex Series 1400)

Cylinder | Analyzer Span %

Value Response | Difference| Value of
(ppm) (ppm) (ppm) (ppm) Span
Zero 0.00 0.01 0.01 20.99 0.05
Mid Level 11.00 10.98 0.02 20.99 0.10
High Level | 20.99 20.98 0.01 20.99 0.05

*++ All Calibrations must be within 2% of the span value...

MPUO00677




Calibration Drift

MSI / Manitowoc PU
Manitowoc, WI
S$20 Boiler Stack

8/21/2011
Test 3M
0,
Pre- Post- %
Cal cal Drift
Initial Bias  Final  Bias Avq. of Span
1 Zero 0.01 0.00% 0.03 0.10% 0.02 0.10%
Upscale 10.98 [ 0.00% | 11.01 | 0.14% | 11.00 0.14%
2 Zero 0.03 0.10% 0.03 0,10% 0.03 0.00%
Upscale 11.01 | 0.14% | 11.01 | 0.14% 11.01 0.00%
3 Zero 0.03 0.10% 0.03 0.10% 0.03 0.00%
Upscale 11.01 | 0.14% | 11.01 | 0.14% | 11.01 0.00%
4 Zero 0.03 0.10% [ 0.02 0.05% 0.03 -0.05%
Upscale | 11.01 | 0.14% [ 11.01 | 0.14% | 11.01 0.00%
5 Zero 0.02 0.05% 0.02 [ 0.05% 0.02 0.00%
Upscale 11.01 | 0.14% | 11.01 | 0.14% 11.01 0.00%
6 Zero 0.02 0.05% 0.02 0.06% 0.02 0.00%
Upscale 11.01 | 0.14% | 11.01 | 0.14% | 11.01 0.00%
7 Zero 0.02 0.05% 0.08 0.10% 0.03 0.06%
Upscale 11.01 [ 0.14% | 11.01 | 0.14% | 11.01 0.00%
8 Zero 0.03 | 0.10% 0.03 0.10% 0.03 0.00%
Upscale | 11.01 | 0.14% | 11.01 | 0.14% | 11.01 0.00%
] Zero 0.03 | 0.10% 0.03 0.10% 0.03 0.00%
Upscale 11.01 | 0.14% | 11.01 | 0.14% | 11.01 0.00%
10 Zero 0.03 0.10% 0.03 0.10% 0.03 0.00%
Upscale 11.01 | 0.14% | 11.01 | 0.14% [ 11.01 0.00%
Cylinder Analyzer
Value Value

Zero [ 000 % [ 001 % ]

Upscale | 11.00 % 171098 % ]

Span [ 2099 % ] 2099 % ]

** All Drift Calibrations must be within 3% of the span value...
** Ali Bias Calibrations must be within 5% of the span value...

MPUO00678




Calibration Drift

MSI/ Manitowoc PU

Manitowoc, Wi

S$20 Boiler Stack

9/21/2011
Test 3M
CcO,
Pre- Post- %
Cal Cal Drift
Initial Bias Final Bias Avg. ofSpan
1 Zero 0.05 0.00% 0.04 | -0.06% | 0.05 -0.06%
Upscale 8.53 0.00% 849 | -0.23% | 8.51 -0.23%
2 Zero 0.04 | -0.06% | 0.04 | -0.06% [ 0.04 0.00%
Upscale 849 | -0.23% | 849 | -023%( 849 0.00%
3 Zero 0.04 | -0.06%| 0.04 |-0.06%( 0.04 0.00%
Upscale 849 | -0.23% | 849 | -0.23% [ 8.49 0.00%
4 Zero 0.04 | -0.06%| 0.03 | -0.12% [ 0.04 -0.06%
Upscale 8.49 | -0.23%| 8.51 -0.12% [ 8.50 0.12%
5 Zero 0.03 | -0.12%| 0.03 | -012% [ 0.03 0.00%
Upscale 851 [-012%| 851 |-0.12%| 8.51 0.00%
6 Zero 0.03 |[-0.12%| 0.08 |-0.12%| 0.03 0.00%
Upscale 8.51 -0.12% | 8.51 -0.12% { 8.51 0.00%
7 Zero 0.03 [ -0.12% | 0.04 |-0.06% | 0.04 0.06%
Upscale 8.51 -0.12% | 852 | -0.06% | 8.52 0.06%
8 Zero 0.04 |[-0.06%| 0.04 [-0.06%] 0.04 0.00%
Upscale 852 | -0.06% | 852 [-0.06%| 852 0.00%
9 Zero 0.04 [ -0.06%| 0.04 [-0.06%] 0.04 0.00%
Upscale 8.52 | -0.06% | 852 | -0.06%| 8.52 0.00%
10 Zero 0.04 | -0.06%| 0.04 [-0.06%| 0.04 0.00%
Upscale 8.52 | -0.06% | 8.52 [-0.06%]| 8.52 0.00%
Cylinder Analyzer

Zero H,% ppm Bﬁ_‘giioisﬁppm |

Upscale | 8.52 ppm 8.53 ppm |

span [ 17.36_ppm | 17.36_ppm |

** All Drift Calibrations must be within 3% of the span value...
** All Bias Calibrations must be within 5% of the span value...

MPUO00679




Calibration Error

MSI / Manitowoc PU
Manitowoc, Wi
S$20 Boiler Stack
9/22/2011
Test 3L

S0,(TEI Model 43i)

Cylinder | Analyzer Span %

Value Response | Difference| Value of
(ppm) (ppm) (ppm) (ppm) Span
Zero 0.00 0.21 0.21 249.00 0.08
Mid Level | 114.40 114.25 0.15 249.00 0.06
High Level | 249.00 249.71 0.71 249.00 0.29

NOx (TEI Model 42i)

Cylinder | Analyzer Span %

Value Response | Difference| Value of
(Ppm) (ppm) (ppm) (ppm) Span
Zero 0.00 0.09 0.09 113.20 0.08
Mid Level 49.50 49.77 0.27 113.20 0.24
High Level [ 113.20 113.32 0.12 113.20 0.11

CO, (TEI Model 410i)

Cylinder | Analyzer Span %

Value Response | Difference| Value of
(ppm) (ppm) (ppm) (%) Span
Zero 0.00 0.04 0.04 17.36 0.23
Mid Level 8.52 8.53 0.01 17.36 0.06
High Level| 17.36 17.56 0.20 17.36 1.15

O, (Servomex Series 1400) -

Cylinder | Analyzer Span %

Value Response | Difference| Value of
(ppm) (ppm) (ppm) (%) Span
Zero 0.00 0.02 0.02 20.99 0.10
Mid Level 11.00 11.03 0.03 20.99 0.14
High Level [ 20.99 21.07 0.08 20.99 0.38

***+ All Calibrations must be within 2% of the span value...

MPUO00680




Calibration Drift

MSI / Manitowoc PU

Manitowoc, WI
$20 Boiler Stack
9/22/2011
Test 3L
0,
Pre- Post- %
Cal cal Drift
Initial Bias  Final  Bias Avg. of Span
1 Zero 0.02 0.00% 0.04 0.10% 0.03 0.10%
Upscale 11.03 | 0.00% | 11.07 | 0.19% 11.05 0.19%
2 Zero 0.04 0.10% 0.03 0.05% 0.04 -0.05%
Upscale 11.07 | 0.19% | 11.05 | 0.10% 11.06 -0.10%
3 Zero 0.03 0.05% 0.04 0.10% 0.04 0.06%
Upscale 11.05 | 0.10% | 11.08 | 0.24% 11.07 0.14%
4 Zero 0.04 0.10% 0.04 0.10% 0.04 0.00%
Upscale 11.08 | 0.24% | 11.06 | 0.14% 11.07 -0.10%
5 Zero 0.04 0.10% 0.03 0.05% 0.04 -0.05%
Upscale 11.06 | 0.14% | 11.05 [ 0.10% 11.06 -0.05%
6 Zero 0.03 0.05% 0.03 0.05% 0.03 0.00%
Upscale 11.05 | 0.10% [ 11.05 [ 0.10% 11.06 0.00%
7 Zero 0.03 0.05% 0.04 0.10% 0.04 0.05%
Upscale 11.05 | 0.10% | 11.04 [ 0.05% 11.05 -0.05%
8 Zero 0.04 0.10% 0.03 0.05% 0.04 -0.05%
Upscale 11.04 | 0.05% | 11.08 | 0.24% 11.06 0.19%
9 Zero 0.03 0.05% 0.03 0.05% 0.03 0.00%
Upscale 11.08 | 0.24% | 11.08 [ 0.24% 11.08 0.00%
10 Zero 0.03 0.05% 0.04 0.10% 0.04 0.05%
Upscale 11.08 | 0.24% | 11.07 | 0.19% 11.08 -0.05%
Cylinder Analyzer
Value Value
Zero 0.00 % [ 002 % |
Upscale [ 11.00 % ] 11.03 % |
Span | 20.99 % ] 2099 % |

** All Drift Calibrations must be within 3% of the span value...
** All Bias Calibrations must be within 5% of the span value...
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Calibration Drift

MSI/ Manitowoc PU
Manitowoc, WI
520 Boiler Stack
9/22/2011
Test 3L
co,
Pre- Post- %
Cal Cal Drift
initial _Pias _Final Bias Ava. _ ofSpan _
1 Zero 0.04 0.00% 0.04 0.00% 0.04 0.00%
Upscale 8.53 0.00% 8.54 0.06% 8.54 0.06%
2 Zero 0.04 0.00% 002 |-012% ] 0.03 -0.12%
Upscale 8.54 0.06% 8.51 -012% | 8.53 -0.17%
3 Zero 0.02 | -0.12% | 0.03 | -0.06%| 0.03 0.06%
Upscale 8.51 -0.12% | 849 |-0.23%| 8.50 -0.12%
4 Zero 0.03 | -0.06% | 0.02 | -0.12% | 0.03 -0.06%
Upscale 849 | -023%| 848 |-0.29% | 8.49 -0.06%
5 Zero 0.02 | -0.12% | 0.02 | -0.12%| 0.02 0.00%
Upscale 8.48 | -0.29% | 8.47 | -0.35%| 8.48 -0.06%
6 Zero 0.02 | -0.12% | 0.03 | -0.06% | 0.03 0.06%
Upscale 8.47 | -0.35% | 8.51 -0.12% | 8.49 0.23%
7 Zero 0.03 | -0.06% | 0.02 |-0.12%| 0.03 -0.06%
Upscale 8.51 -0.12% | 848 | -0.29%| 8.50 -0.17%
8 Zero 0.02 }-0.12% | 0.0% -0.17% | 0.02 -0.06%
Upscale 848 | -0.29% | 848 |-0.29% | 8.48 0.00%
] Zero 0.01 -0.17% | 0.02 | -0.12%| 0.02 0.06%
Upscale 848 | -0.29% | 849 |-0.23% | 8.49 0.06%
10 Zero 0.02 | -0.12% ] 0.03 ]-0.06%| 0.03 0.06%
Upscale 849 | -0.23% | 8.56 0.17% 8.53 0.40%
Cylinder Analyzer
Zero ]Loa.(l)uoe ppm R_e(’si%ppm |
Upscale [ 852 ppm 8.53 ppm |
Span [ 17.36 _ppm | 17.36 _ppm |

** All Drift Calibrations must be within 3% of the span value...
** All Bias Calibrations must be within 5% of the span value...
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Calibration Drift

MSI / Manitowoc PU
Manitowoc, WI
$20 Boiler Stack

9/22/2011
Test 3L
Nox
Pre- Post- %
Cal Cal Drift
initisl _Bias _Final _Bias _ Avg, _ ofSpan _
1 Zero 0.09 0.00% 0.08 | -0.01% 0.09 -0.01%
Upscale | 113.32 | 0.00% | 113.97 | 0.57% 113.65 0.57%
2 Zero 0.08 | -0.01% | 0.09 0.00% 0.09 0.01%
Upscale [ 113.97 | 0.57% | 113.60 | 0.25% 113.79 -0.33%
3 Zero 0.09 0.00% | -0.16 | -0.22% -0.04 -0.22%
Upscale | 113.60 [ 0.25% | 113.02 | -0.27% | 113.31 -0.51%
4 Zero -0.16 | -0.22% | -0.21 | -0.27% -0.19 ~0.04%
Upscale | 113.02 [ -0.27% | 113.31 | -0.01% | 113.17 0.26%
5 Zero -0.21 | -0.27% | -0.18 | -0.24% -0.20 0.03%
Upscale | 113.31 | -0.01% | 113.98 | 0.58% 113.65 0.59%
6 Zero -0.18 | -0.24% | -0.18 | -0.24% -0.18 0.00%
Upscale | 113.98 | 0.58% | 113.97 | 0.57% 113.98 -0.01%
7 Zero -0.18 | -0.24% | -0.21 | -0.27% -0.20 -0.03%
Upscale | 113.97 | 0.57% | 113.37 | 0.04% 113.67 -0.53%
8 Zero -0.21 | -0.27% | -0.24 [ -0.29% -0.23 -0.03%
Upscale | 113.37 | 0.04% | 113.46 | 0.12% 113.42 0.08%
9 Zero -0.24 | -0.29% | -0.20 [ -0.26% -0.22 0.04%
Upscale | 113.46 | 0.12% | 114.22 | 0.80% 113.84 0.67%
10 Zero -0.20 | -0.26% | -0.24 | -0.29% -0.22 -0.04%
Upscale | 114.22 | 0.80% | 114.23 | 0.80% 114.23 0.01%
Cylinder Analyzer

Zero I% ppm Ri_ts)iooggppm |

Upscale | 113.20 ppm 113.32 ppm |

Span [ 11320 ppm [ 11320 ppm |

** Al Drift Calibrations must be within 3% of the span value...
** All Bias Calibrations must be within 5% of the span value...
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Calibration Drift

MS$I / Manitowoc PU
Manitowoc, Wi
S20 Boiler Stack

9/2212011

Test 3L

S0,

Pre- Post- %
Cal Cal Drift
Initial  Bias Final  Bias Ava. of Span

1 Zero 0.21 0.00% | 0.12 [ -0.04% 0.17 -0.04%
Upscale| 114.25 | 0.00% | 114.83 | 0.23% 114.54 0.23%
2 Zero 0.12 | -0.04% | 0.23 0.01% 0.18 0.04%
Upscale| 114.83 | 0.23% | 114.68 | 0.17% 114.76 -0.06%
3 Zero 0.23 0.01% 0.26 0.02% 0.25 0.01%
Upscale] 11468 | 0.17% [ 113.58 [ -0.27% [ 114.13 -0.44%
4 Z;aro 0.26 0.02% 0.25 0.02% 0.26 0.00%
Upscale| 113.68 | -0.27% | 115.31 | 0.43% 114.45 0.69%
5 Zero 0.25 0.02% 0.37 0.06% 0.31 0.05%
Upscale| 116.31 | 0.43% | 114.78 | 0.21% 1156.05 -0.21%
6 Zero 0.37 0.06% 0.50 0.12% 0.44 0.05%
Upscale| 114.78 [ 0.21% | 115.40 | 0.46% 1156.09 0.25%
7 Zero 0.50 0.12% 0.44 0.09% 0.47 -0.02%
Upscale| 11540 | 0.46% | 114.72 | 0.19% 1156.086 -0.27%
8 Zero 0.44 0.09% 0.40 0.08% 0.42 -0.02%
Upscale| 114.72 [ 0.19% | 11569 | 0.58% 115.21 0.39%
9 Zero 0.40 0.08% 0.09 | -0.05% 0.25 -0.12%
Upscale| 115.69 [ 0.568% | 115.14 | 0.36% 115.42 -0.22%
10 Zero 0.09 [-0.08%| 0.23 0.01% 0.16 0.06%
Upscale| 115.14 | 0.36% | 115.59 | 0.54% 116.37 0.18%

Cylinder Analyzer
Value Response
Zero [ 000 ppm [ 021 ppm |

Upscale| 114.40 ppm [ 114.25 ppm |

Span [ 249.00 ppm [ 249.00 ppm |

** All Drift Calibrations must be within 3% of the span value...
** All Bias Calibrations must be within 5% of the span value...
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Interpoll Laboratories
(763) 786-6020

Stationary Gas Turbine Nox Determination
Method 20 NO, to NO Converter Efficiency Datasheet

Job MSI / Manitowoc PU
Source $20 Boiler Stack
Date 9/22/2011
Operator Rory Eiynck / Andrew Strong
Analyzer TECO Model 42i-LS (NOx)
Analyzer S/N 615216893
NOx
Time (min) Response

5:00 AM 41.310

5:01 AM 41.382

5:02 AM 41.106

5:03 AM 41.161

5:04 AM 41.345

5:05 AM 41.220

5:06 AM 41126

5:07 AM 41.359

5:08 AM 41.146

5:09 AM 41.337

5110 AM 41,374

511 AM 41.282

5:12 AM 41.176

5:13 AM 41.234

5:14 AM 41173

5:15 AM 41.368

5:16 AM 41.151

5:17 AM 41.272

518 AM 41.242

5119 AM 41.241

5:20 AM 41.360

5:21 AM 41.134

5:22 AM 41.333

5:23 AM 41.265

5:24 AM 41.360

5:25 AM 41.352

5:26 AM 41,375

5:27 AM 41.342

5:28 AM 41.169

5:29 AM 41.123

Highest Peak Value 41.38

Percent Drift } 0.6%

System Pass of Fail PASS

Instructions: Add mid-leve! gas to a leak-free Tedlar bag. Dilute the gas with 20.9% Oxygen to approximately
1:1. Then immediately attach the bag to the instrument and record the Nox Reponses for 30 minutes. The system is
OK if the response at the end is less than 2.0 % of the highest response.

NO2 to NO Converter Efficiency

1 3 5 7 9 1 13 15 17 19 21 23 25 27 29

MPUO00685




INTERPOLL LABORATORIES, INC.
(763) 786-6020

EPA Appendix A Stratification Test

Job: MSI / Manitowoc PU Date: 9/22/2011
Source: S20 Boiler Stack Personnel: Rory Eiynck / Andrew Strong
Test 3L Bar. Press. (in. Hg) 29.43
PDT Number 85/138
Measurement Response Time: 113 seconds
Stack Diameter 168.00 in. Port Length in. 14.00
Fraction Distance Distance S02 Nox 02 CO,
Traverse of From Stack From End Time ppm ppm - % %
Point Diameter Wall (in.) of Port (in.) (min) (wet) (wet) (dry) (wet)
1 0.17 28.00 42.00 12:20 117.47 4450 | 14.27 5.89
2 0.50 84.00 98.00 12:27 160.23 39.81 14.01 6.13
3 0.83 140.00 154.00 12:34 184.28 38.04 | 13.74 6.39
Average 0.52 154.00 40.78 14.01 6.14
Largest Value 184.28 44.50 14.27 6.39
Smallest Value 117.47 38.04 13.74 5.89
%Deviation 56.87%  16.97% 3.84%  8.62%

* A three point traverse was used for each test run.
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MSI / Manitowoc PU

Manitowoc, WI
S20 Boiler Stack
9/22/2011

Stratification Test Data

Time SO, ppm, w Nox ppm, w %0,,d % CO,w
12:20:42 113.32 4517 14.29 5.96
12:21:42 107.61 45.61 14.42 5.85
12:22:42 110.09 45.64 14.27 5.89
12:23:42 114.20 4526 14.21 5.95
12:24:42 119.02 4429 14.24 5.86
12:25:42 125.61 43.44 14.24 5.86
12:26:42 132.46 42.08 14.23 5.85
Average 117.47 44.50 14.27 5.89

Time SO, ppm, w Nox ppm, w %0, d %CO, w
12:27:42 136.00 42,93 14.14 5.99
12:28:42 146.93 40.83 14.14 5.93
12:29:42 154.92 39.19 14.10 5.99
12:30:42 160.12 40.12 14.04 6.07
12:31:42 170.57 38.36 14.14 6.15
12:32:42 175.01 39.43 13.89 6.29
12:33:42 178.09 37.81 13.64 6.47
Average 160.23 39.81 14.01 6.13

Time SO, ppm, w Nox ppm, w %0, d %CO,w
12:34:42 180.15 36.01 13.64 6.44
12:35:42 181.97 36.43 13.68 6.36
12:36:42 177.26 37.45 13.87 6.26
12:37:42 187.26 38.49 13.84 6.34
12:38:42 197.93 38.80 13.71 6.42
12:39:42 188.08 39.50 13.73 6.44
12:40:42 177.34 39.63 13.73 6.49
Average 184.28 38.04 13.74 6.39

11
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APPENDIX E

CALIBRATION GAS CERTIFICATION SHEETS
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Airgas.

Airgas
630 United Drive

CERTIFICATE OF ANALYSIS oo

(919) 544-3772

Grade of Product: EPA Protocol -

www.airgas.com

Part Number: EO3NIB2E15A0224 Reference Number: 122-124177728-2
Cylinder Number: CC148479 Cylinder Volume: 157 Cu.Ft.
Laboratory: ASG - Durham - NC Cylinder Pressure: 2015 PSIG
Analysis Date: May 15, 2009 Valve Outlet: 660

Expiration Date: May 15, 2012

Certlification performed In accordance with "EPA Traceability Protocol (Sept. 1997)" using the assay procedures listed. Analytical Methodology does not require correction for
analytical interferences. This cylinder has a total analytical uncertainty as stated below with a confidence level of 95%. There are no significant Impurities which affect the use
of this calibration mixture. All concentrations are on a volume/volume basis unless otherwise noted.

Do Not Use This Cylinder below 150 psig.l.e. 1 Mega Pascal

CylinderNO .Concentratlon e ' ExpxratlonDate

NTRM: - 060808..

NTRM ~ 080813

00206165
o .c0254471 0. OQ%CARBON D!OXIDEINITROGEN - ‘ J;}us. 2012 -

InstrumenthakelModel

-2261% OXYGEN/NITROGEN ~ - . - .'}'-' ¢ = Mdy 01,2010

YTICAL EQUIPMENT y

E ‘Analy cal Prmc|p|e ' Last Multlpolnt Calibration

Nlcolet 6700 COZ

Horiba MPA—51O 02 (0 5-25%) T

o7 May11,2009 <

7 HMay 04,2008

‘Paramagnetic

Triad Data Available Upon Request

Notes:ANW PART #781381

2

X9 /i

QA Approval

Page 1 of 122-124177728-2

#5000/AD
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1SO 9001:2008

Linde SPECTRA Environmental Gases, 80 Industrial Drive, Alpha, NJ 08865

EPA PROTOCOL MIXTURE

CERTIFICATE OF ANALYSIS
: PROCEDURE # : G1

PGVP ID#: 112011 GAS CODE: 0C2
CUSTOMER: Linde Hammond Plant CYLINDER #: CC-88408
SALES#: 108169806 CYLINDER PRES: 2000 PSIG
PROD#: 1180579 CYLINDER VALVE: CGA 590
P.O#: 4501781249 CYLINDER SIZE: 2A
MATERIAL#: 24086339 CYLINDER MATERIAL: Aluminum .
CERTIFICATION DATE: 03-Jun-2011 GAS VOLUME: 4000 Liter
EXPIRATION DATE: - 03-Jun-2014 BLEND TOLERANCE: 5% Relative
‘ PAGE: 1 of 1
CERTIFICATION HISTORY |
DATE OF MEAN CERTIFIED ANALYTICAL
COMPONENT ASSAY CONCENTRATION| CONCENTRATION ACCURACY
Carbon Dioxide 03-Jun-2011 8.52 % ' 8.52 % +-1%
"Oxygen 03-Jun-2011 11.00 % 11.00 % +H- 1%
"BALANCE Nitrogen
PREVIOUS CERTIFICATION DATES: None
REFERENCE STANDARDS
COMPONENT SRM/NTRM# CYLINDER# CONCENTRATION
Carbon Dioxide GMIS-1 CC-109878 9.98 %
Oxygen NTRM-82659X CC-83903 22.80 %
INSTRUMENTATION
COMPONENT MAKE/MODEL SERIAL # DETECTOR CALIBRATION
: DATE(S).
Carbon Dioxide CAI-300 S03001 NDIR 18-May-2011
Oxygen CAl 300 S03001 PM 13-May-2011

THIS STANDARD IS NIST TRACEABLE. IT WAS CERTIFIED ACCORDING TO THE EPA PROTOCOL PROCEDURES.
DO NOT USE.THIS STANDARD IF THE CYLINDER PRESSURE IS LESS THAN 150 PSIG.

ANALYST: Linde Gas North America LLC DATE: 03-Jun-2011
'MATTHEW JACKSON
(908) 329-9700 Main (908) 329-9740 Fax
www.Lindeus.com
Incll 7 2
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1ISO 9001:2008

CERTIFICATE OF ANALYSIS

Linde SPECTRA Environmental Gases, 80 Industrial Drive, Alpha, NJ 08865

EPA PROTOCOL MIXTURE

PROCEDURE #: G1
CUSTOMER: Linde Gas North America CYLINDER #: CC-128758
SALES#: 107578918 CYLINDER PRES: 2000 PSIG
PROD#: 1150533 CGA OUTLET: 660
P.O#: 4501764807
CERTIFICATION DATE: 9/2/2010
EXPIRATION DATE:  9/2/2012, i
CERTIFICATION HISTORY . . L
o DATE OF: - - MEAN T CERTIFIED ANALYTICAL
COMPONENT __ASSAY CONCENTRATION| CONCENTRATION - ACCURACY
Carbon Monoxide 8/26/2010 254.1 ppm 254 ppm +- 1%
9/2/2010 253.,8 ppm
Nitric Oxide 8/26/2010 255.1 ppm 255 ppm +- 1%
9/2/2010 254.0 ppm
NOx 255 ppm Reference Value Only
Sulfur Dioxide 8/26/2010 248.9 ppm 249 ppm +-1%
9/2/2010 249.7 ppm
BALANCE Nitrogen
PREVIOUS CERTIFICATION DATES: None
REFERENCE STANDARDS
COMPONENT SRM/NTRM# CYLINDER# CONCENTRATION
Carbon Monoxide GMIS-1 CC-82186 504 ppm
Nitric Oxide GMIS-1 CC-250174 1020 ppm
Sulfur Dioxide GMIS-1 CC-118849 510 ppm
INSTRUMENTATION .
COMPONENT MAKE/MODEL SERIAL # DETECTOR CALIBRATION
: DATE(S)
Carbon Monoxide Horiba VIA-510 570423011 NDIR 8/30/2010
Nitric Oxide CAIl-400-CLD 6L09004 Cheml 8/10/2010
Sulfur Dioxide Horiba VIA-510 851221093 NDIR 8/26/2010

THIS STANDARD IS NIST TRACEABL|
DO NOT USE THIS STANDARD IF THE

ANALYST:

DATE:

IT WAS CERTIFIED ACCORDING TO THE EPA PROTOCOL PROCEDURES.
ICYLINDER PRESSURE IS LESS THAN 150 PSIG.

9/2/2010

Linde Gas North America LLC

CODY HAMLIN

(908) 454-7455 Main (908) 252-0811 Fax
www.spectragases.com

P | 3
MPUO00691




1ISO 8001:2008

CERTIFICATE OF ANALYSIS -

EPA PROTOCOL MIXTURE

PROCEDURE # : G1
CUSTOMER: Linde HAMMOND PLANT CYLINDER # : CC-267376
SALES#: 107998857 CYLINDER PRES: 2000 PSIG
PROD#: . 1172309 CYLINDER VALVE: CGA 660
P.O.#: 4501778098 CYLINDER SIZE: 2A
MATERIAL#: 24089260 CYLINDER MATERIAL: Aluminum
CERTIFICATION DATE: 03/25/2011 GAS VOLUME: 4000 Liter
EXPIRATION DATE: 03/25/2013 BLEND TOLERANCE: 5% Relative
o PAGE: 1 of 1
CERTIFICATION HISTORY . .
R ’ DATE OF = MEAN CERTIFIED ANALYTICAL
COMPONENT ASSAY . [CONCENTRATION| CONCENTRATION ACCURACY - -
Carbon Monoxide 03/18/2011 112.4 ppm 112.2 ppm +- 1%
: 03/25/2011 112.0 ppm
Nitric Oxide 03/18/2011 112.7 ppm 113.2 ppm +-1%
03/25/2011 113.8 ppm
NOx 113.2 ppm Reference Value Only
Sulfur Dioxide 03/18/2011 114.8 ppm 114.4 ppm +-1%
03/25/2011 114.0 ppm
BALANCE Nitrogen
PREVIOUS CERTIFICATION DATES: None
REFERENCE STANDARDS
COMPONENT SRM/NTRM# CYLINDER# CONCENTRATION
Carbon Monoxide GMIS-1 CC-118482 502 ppm
Nitric Oxide GMIS-1 CC-250092 250 ppm
Sulfur Dioxide ... GMIS-1 CC-197153 493 ppm
INSTRUMENTATION . : .
COMPONENT MAKE/MODEL SERIAL # DETECTOR CALIBRATION
. DATE(S)
Carbon Monoxide Horiba VIA-510 570423011 NDIR 03/01/2011
Nitric Oxide CAI 400-CLD 6L.02004 Cheml 3/17/2011
Sulfur Dioxide Horiba VIA-510 851221093 NDIR 3/11/2011

THIS STANDARD IS NIST TRACEABLE. IT WAS CERTIFIED ACGORDING TO THE EPA PROTOCOL PROCEDURES,
DO NOT USE THIS STANDARD IF THE CYLINDER PRESSURE !S LESS THAN 150 PSIG.

Linde SPECTRA Environmental Gases, 80 Industrial Drive, Alpha, NJ 08865

ANALYST: \ DATE: 03/25/2011

MATTHEW JACKSON

Linde Gas North America LLC

(908) 329-9700 Main (908) 329-9740 Fax
www.Lindeus.com

S04 5O :

MPUO00692




1SO 9001:2008
3 T, ’ﬁf‘. .»‘A

e

CERTIFICATE OF ANALYSIS EPA PROTOCOL MIXTURE -
' PROCEDURE #: G1
CUSTOMER: Linde Hammond Plant CYLINDER #: SA-17929
SALES#: 108072150 CYLINDER PRES: 2000 PSIG
PROD#: 1176156 CYLINDER VALVE: CGA 660
P.O#: 45017806046 CYLINDER SIZE: 2A
MATERIAL#: 24086350 CYLINDER MATERIAL: Aluminum
CERTIFICATION DATE: 04/27/2011 GAS VOLUME: 4000 Liter
EXPIRATION DATE: 04/27/2013 BLEND TOLERANCE: 5% Relative
’ . PAGE: 1 of 1
CERTIFICATION HISTORY ’ : ‘
- DATE OF MEAN CERTIFIED ANALYTICAL
COMPONENT ASSAY CONCENTRATION| CONCENTRATION ACCURACY
Carbon Monoxide - 04/20/2011 50.31 ppm 50.4 ppm +- 1%
04/27/2011 50.42 ppm
Nitric Oxide 04/20/2011 49.41 ppm 49.5 ppm +H- 1%
. 04/27/2011 49.55 ppm
NOx 49.5 ppm Reference Value Only,
~ Sulfur Dioxide 04/20/2011 50.44 ppm 50.2 ppm +-1%
04/27/2011 50.03 ppm
BALANCE Nitrogen
PREVIOUS CERTIFICATION DATES: None
REFERENCE STANDARDS
COMPONENT SRM/NTRM# CYLINDER# CONCENTRATION
Carbon Monoxide NTRM-81679 CC-135124 101 ppm
Nitric Oxide GMIS-1 CC-202692 98.8 ppm
Sulfur Dioxide NTRM-81694 CC-162819 96.1 ppm
INSTRUMENTATION
COMPONENT MAKE/MODEL SERIAL # DETECTOR CALIBRATION
DATE(S)
Carbon Monoxide Horiba VIA-510 Ho002L2Y NDIR 03/28/2011
Nitric Oxide CAl 400-CLD 6109004 Cheml 4/26/2011
Sulfur Dioxide Horiba VIA-510 851221093 - NDIR 4/19/2011

THIS STANDARD IS NIST TRACEABLE, IT WAS CERTIFIED ACCORDING TO THE EPA PROTOCOL PROCEDURES.
DO NOT USE THIS STANDARD IF THE CYLINDER PRESSURE IS LESS THAN 150 PSIG.

ANALYST: m }%:‘C\

JUSTIN KUTZ

0 > 4

Ja
o

(908) 329-9700 Main

Linde Gas North America LLC

www.Lindeus.com

5

DATE:

04/27/2011

(908) 329-9740 Fax

MPUO00693
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lntmducﬁiou )
Specifications

NO,, and NO, concentrations to the front panel display, the analog
outputs, and also makes the data available over the serial or etherner

connection.
D.isplc_x)_!
T #Analog jdut:ws. .
- . mgég{\gaygu‘lslcn Frotaools
i Ijl;zer ?zfﬁ‘:h G?—E'eﬂisfr N _ ;—
— Dey A _1 l ; ‘ i l : i .
— L Coplitury L .
Dzenator . EleciVonies
(N0, Mode) Reaction
. l“'“”mw'”m“ Sgﬁ;& Chanibér,
. _ Sensor Ll
Shiipla O~ wﬁiﬁéﬁ‘éﬁim & LRy
. Capiliary | ) T AN
NHy Seabgr » *‘MEJ “Filter
NG, —+NG —
Converter. Pregnure
(NO,Hode) Tmn&du?sr
Exnaunt H [""”l'
L1
'Pumy:; 0 5 Conyarter/Scrubber
Figure 1-1. Model 42/ Low Source Flow Schematic
Specifications  Table 1-1. Model 42; Low Source Specifications
002,05, 1,2,5. 10,20, 0, 100ppm
0-05,.1, 2,5, 10, 20, 50, 100, 150 mg/m*
Extended ranges 0-1, 2,5, 10,20, 50, 100, 200,500 ppm
0-2,5, 10, 20, 50, 100,200, 500, 750 mg/m?
Custom ranges: 0-0.2 1o 100 ppm {0-1 to 500 ppm In exterided ranges)
0-0.510 150 mg/m3 {02 m_7_50.,m'g/m3 in extended ranges)
Zero noise: 0.005 ppim RMS {60 secord averaging time)
Lower detectable imit  0.01 ppm {60 second averaging time)
Zero drift {24 hour) ~ 0,006 ppin
-Spai drift {24 hour), & 1% full-scale
Response time 15 sec-{10 second ‘avaraging time) -
{NG/NO, mode) 85 sec (60'second averaging time)
305 sec (300 sscond averaging fime).
Thermo Electron Corporation 474 Low Solirce Instruction Manual ~ 1-3
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Intraduction
Specifications

1-8

42¢Low Source Instruction Marival

Response time 15 sec {10 second é&eraging time)

(NO mode) 65 sec {60 second sveraging time)

305 sec (300 second averaging time)
Lingarity C 1% fullscale ‘
Sérjj’ple flow rate. #.25 go/riin. measured at ainﬁ"osp‘ﬁeric pr‘é’ésura )

Operating temperature  15-35 °C {may be safely operated over the range of 0-45°C) "

Power requirements 100 VAC @+50/60 Hz

115 VAC @ 50/60 Hz
220-240 VAC @ 50/60'Hz.
300 WS
Phiysical dimigisioris 16.75" (W) X 8.62"{H) X 23" (D}
Weight Approximately 55 1bs,

Analog outputs, 6 voltage outputs; 01001V, 1V, 5V, 10V [User Selecfable), 5% of
full-scale. over/under range; 12 bit resolution, usér selégtable for
measurement input

Digital outputs 1 power fail relay Form C, 10 digital telays Form A, user selectable: -
alarm putput, relay logic, 100 mA @ 200 VDG

Digital inputs 16 di@?ﬁé!'it}pu‘t‘g. iser sélect programmable; TTL level, pulled high

Serial Ports 1 RS232 or RS-485 with twa connectors, baud rate 1200-115200, -

data bits, parity, and stop bits, protocols: C-Link; MODBUS, and ™~ -~

stieaming data {8l user selectable)

‘Fthernet connection RJ45 connector for 10Mbs Fthernef connection, static or dynamic
JehAr addressing

*Innan condensing enviromments: Performance specifications based on opération in-15-35 °C range.

"Nt

“Thermo. Electron Carpiaration

MPUO00696

o
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Specifications  Table 11. Model 431 Specificatioris

Thermo Electron Cofporation

Introduction
Specifications

Bisplay
’ ~ Analog Oulputs.
As’ﬁmﬁiy Digiiel Ouipuls
Condensmg - !"‘" Gamunisalion Profodols’

Elactronics

| | Bund~Poss|
. Filter |

- Skl

AT AR d A l Phaotddetector

S §

™~ Oplical Chaimber

" Flow
-.-Qnsnr

Pressura

[F
Flashlomp -
Hydrocarbon
_ Kicker
Saniple: O . o
. - it g
E)Zhuu,sl_ S

Transducer l 8

Capitlary:

“Rusp-

Figure 1-1. Model 43; Flow Schemiatic

Preset ranges

.05, 0.1, 5,1,2510ppm
002 05 T 2 5 10,20, 25 mg/m®

‘Extended ranges 6-0.5,7, 2, 5,10, 20, 50, 100 ppri
0:2, 510,20, 50, 100, 200, 250 mg/m”
Custom ranges: 0-0.05t0 10.ppm (0-08 10100 ppen in extended range)
0-0:2 t0 75 mg/m® {0-2 to 250'ma/m® in extended range)
* Zerafoise 1.0 ppb-RMS (10 seciand averaging time)

-0:5 pph RMS {60 secahid averaging time}
'0:25 ppb AMS {300 secarid averaging time)

Lower detectable limit

2.0 pph {10 second averaging time)

_ 1.0°pph (60 second averaging time)

0.5 ppb {300 second averaging time)

Zerd drift {24 hour) <1pph

Sgan drift £ 1% full-scale-

Response time{in 80 sec{10 second averaging ime)

automatic mode) 110 seq {60 second averaging time)
'320 sec (300 second:averaging tiie)

Linearity + 1% of full-scéle

437 Insfoction Manual  1-3
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Introduction

Specifications ‘ .
Sam\p'le flow rate. 0.5 LPM (standard) -
 LPM {optional)
Interferences (tested 3t less than lower datectable limit'except x‘or the following;
lévels specified by EPA} - np: <3 b, testeid at 500 ppb-M-Xylen: tested at 200 ppb HQO
tested 8t2% of reading
' .Operat'ingv tem‘p__erature‘ " 20-30°°C {may be safely operated over the range of 045 °C) -
Power requirements 100 VAC. @ 50/60 Hz
11BVAC@50/60H, '
'220-740 VAGC @ 50/80 Hz ‘
165 watts _
Physical dimensions” - 16.75" (W) X8.62" (H) X 23" (D) _
Weight Approsimately 48 1bs,
Analog outputs §-voliage outputs; 0100 mY, 1,5,10V {user selectable), 5% of >
full-scale over/under range, 12 bit resolution, user selectable for .
mgasurement input : g
Digital outputs 1 power fail relay Form C,. 10 dlgntai relays Form A, user selectabl ’ et
alarm output, refay logic, 100 mA @ 200 VDC
Digital inpitts 16 dligital inputs, uger selett programmable; TTL level, pulled high
Serial Parts 1 RS-232 or RS-485 with two tonnectors, baud rate 1200-115200, .
‘data bits, parity, and. stop-bits, protocols: C-Link, MODBUS, and v
streaming data (alf user ‘selectabile) ~
 Ethernet connéction  RJ45 connector for 10Mbs Ethiernet connaction, static of dynamic el
TCP/IP addressing s
'Mlnr‘nmn tondénsing environments. Performarice '§;ie’éiﬁcaﬁons’h3ééﬁ 'bt{;;-jératibn‘ within 20-30 °C range. Lt
Table 1-2. Model 43¢ Optnonal Permeation Oven Spetifications w
Temperature control ngle Point 45 °C ,w;
Tempefature stability’  +0:1°C o
Warin-tip tima - 1 hour (permeanon device can ake 2410 48 hours m stabilize)
Carrier gas flow. ~70'sce/min R ~
-~ Chamber sizg Accents permeation tubes up 1o 8 cin in total length; 1 om'in .
diameter .
 Temperature range 20-30 °C:
Physical dimensions-- Lontained inside the Model 437
Power requirements 120) VAC @ 50/60 Hz, 50 watts {ip sddition fo the standard Model |
’ 437 S
Weight ' Approimatedly 5 Ibs. (in addititn to the standard Model 437) 4
1-4. 43! Instruction Manual ’ . Tﬁerm_u Ef,ecvtru_n' (_Lfﬁrporaﬁon e
4
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Specifications

Thefmg Electron Comporation

Introduction
Specifications

Anoreg Quinuig

— Digilal Guiputy

i .
i l-'Lorr!mumcu{lon Fryicsals

Sapphire. Window

’ . Preseuré
— S —— Trasndueér
Risploy. Eiectionics :
Pregmplitise . l
TR L .
IR Delaclor o, ) . Y/

: .

-

Sampls O — | Purged Housirig M fise
: ) y L |Sesisor

; [j"“““"f:”:ﬂ Optiedl Fiter twheel

| == [oneopper

"

Sgprc&_ l_‘

Chopper Motor

- . -
Sy P g
Cagplitory.

Figure 1-1. Model 410i:Flaw Schematic

Table 1-1. Model 410/ Specifications (€ >

Prése}

-Sténﬁar ;OQ

5001000, 2000, 5000, 10000 ppm
High Lével: 0-0.5,1,2, 5, 10, 20, 25%

Custom ranges

High Level: 0-0.5.to 25%

Zergroise

Standard: 0.5 ppm RMS (60 second avéraging time)
High Level: 20 ppim RMS-{B0 second averaging lime}

Minimum detectable
limit

‘ Standard: 1 -ppin

High Level: 40 ppm

‘ Zero drift {24 hour}

+1.0ppm

“*Span-drift {24 hour)

& 2% Span conegitration

Response time:

90 seconds {30 second averaging.time)

_ Linearity

# 1,5%of span at concentrations of 10 to 100%.of span)

" Sarmplé flow rate

10PM

Qperating temperatore

§-45°C

Mode! 410 Instruction Manual 1-3
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fatroduction
Specifications

1-4

Maodet 4107 Instrugtion Mantal

Power requirements

100 VAT @ 50/60 Hz S

115 VAC @ 50/60 Hz
220-240 VAC @ 50/60 Hz
275 watts,

Physical dimensions

1675 (WIX 862" {H) X 23" (B)

Weight

Approximately 39 Ibs.

 Analog outputs

8 voltage oufputs; 0-100 ¥, 1, 5,10V {User selectable), 5% of

full-scale over/under range, 12 bit resolution, user selectabile-for
measurement input

Digital outputs

“1 power fail relay Form C, 10 digital relays Form A, user selectable

-alarm output; Telay logic, 100'mA @ 200.VDC

Digital inputs

16 digital inputs, usérselect programmable; TTL level, pulled high

Serial Ports

"1 RS-232.0r BS-485 with two connectors, baud rate 1200-115200,

Protpcols: C-Link, MODBUS, and streaming data (all user
sglectahle)

Ethernat tonngction

RJ4S connector for 10Mbs Etligrnet connection, static or dynarnic

TEP/IP-addressing:

SN

Thermo Electron Corporation

B

St

s?

MPUO00700




MODEL 1420 SERVOMEX PARAMAGNETIC O, ANALYZER SPECIFICATIONS

Repeatability:

Drift

QOutputs
Display

Output

Option

Flow alarm output

Sample Requirements

Condition

Inlet pressure

Flow rate

Filtering

Response time

Inlet/vent connections

Z:\Word\Methods\Analyzer Specs\Dilution Trailer\Servomex 02.doc

Better than + 0.2% 02 under constant conditions

Less than 0.2% O2 per week under constant
conditions. (Excluding variation due to barometric
pressure changes; reading is proportional to
barometric pressure

3 % digit LCD reading 0.0 to 100.0% oxygen with
over range capability

0 to 1V (non-isolated) for 0 to 100% oxygen -
available on ‘D’ type connector located on the back -
panel of the instrument. Output impedance is less
than 10 ohms.

4 — 20mA isolated, Max impedance 500 ohms

Change over relay contact rated at
3A/115V ac, 1A/240V ac or 1A/28V dc. 4
sets of single pole changeover contacts.
Alarm becomes active when sample gas
flow through the analyzer fails

Clean, dry gas with dew point 5 deg C below
ambient temperature

0.5 to 3 psig (3.5 to 21kPa). Inlet pressure
changes within this range will change the
reading by less than 0.1% O2. May be
operated up to 10 psig (70kPa) with degraded
stability

1.5 to 6 litres/minute approximately depending
on sample pressure

0.6 micron replaceable filter integral to the
automatic flow control device.

Less than 15 secs. To 90% at an inlet pressure

of 3 psig (21kPa)

Y4 inch OD tube (stainless steel) suitable for
6mm ID flexible tubing or % inch OD
compression fittings. .

MPUO00701




Materials exposed to the sample

Stainless steel, Pyrex glass, brass, platinum,

. epoxy resin, viton, polypropylene and glass

Physical Characterlstlcs
Case

Case Classification

Weight

Electrical
AC Supply

Power required

Z:\Word\Methods\Analyzer Specs\Dilution Trailer\Servomex 02.doc

fibre filter

Steel and aluminum finished in epoxy powder
paint.

IP 20 (IEC 529) when fitted into the Servomex

1400 series 19 inch case

10K g (22 1b) approximately

110 t0 120V AC or 220 to 240V AC, £10%,
48 to 62Hz. Voltage selected by a voltage
selector integral to the IEC supply plug

15VA maximum

MPU00702




APPENDIX G

CEM INSTRUMENT INFORMATION SHEETS
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Average Data

D0 mid flor 474

Plant: Manitowoc Public Utilities
Interval; 1 Minute

Type: Roll

Lend

Report Period: 09/21/2011 20:35 Through 09/21/2011 20:44
Time Online Criteria: 1 minute(s)

Source S20
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/21/11  20:35 4,071,950.9 67.9 5.820 143 1936
09/24/11  20:36 4,046,416.0 67.4 5.821 143 193.6
09/21/11  20:37 3,929,290.0 65.5 5.821 143 192.8
09/21/11  20:38 4,127,191.0 68.8 5.821 143 1933
t 20:39 4,080,092.0 68.0 5822 143 193.7
09/21/41 20:40 4,000,858.0 66.7 5822 143 193.3
09/21/11 20:41 4,011,904.0 66.9 5822 142 1927
09/21/11  20:42 4,089,478.0 68.2 '5.822 142 192,5
09/2111  20:43 3,676,339.0 61.3 5.822 142 191.4
09/21/11  20:44 4,006,232.0 66.8 5.822 141 191.4
Average 4,003,975.1 66.8 5.822 143 192.8
Minimum 3,676,339.0 61.3 5.820 141 1914
Maximum 4,127,191.0 68.8 5.822 143 193.7
Summation 40,039,750.9 667.5 58.215 1,425 1,928.3
Included Data 10 10 10 10 10

Points

Total number of 10 10 10 10 10

F = Unit Offline

Data Points

b fnyvatid

Report Generated: 09/21/11 20:46

E = Exceedance
M = Maintenance

G = Galibration
T = Out Of Control
Report Version 3.0.0914

$ = Substituted
* = Suspect
STACKVISION-

10of1
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Source

5 ;20 Wl/&/ )[/% v ,? A7+

Fon T
Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 20:45 Through 09/21/2011 20:52
Time Online Criteria: 1 minute(s)

$20
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/21/11  20:45 4,082,550.0 68.0 5.822 142 191.7
09/21/11  20:46 4,103,951.0 68.4 5822 141 191.8
09/21/11  20:47 4,376,433.0 72.9 5.822 141 1923
09/21/11  20:48 4,162,249.0 69.4 5.822 141 1925
09/21/11"20:49 4,175,977.0 69.6 5,822 T4 a2
0972111 20:50 4,024,894.0 [ A . 5822 141 1919
092111 2051 3,981,894.0 66.4 5.822 141 1914
092111 20:52 3,983,3530 66.4 5.821 141 191.3
Average 4,111,412.6 68.5 5.822 141 191.9
Minimum 3,981,894.0 66.4 5.821 141 191.3
Maximum 4,376,433.0 72.9 5.822 142 1925
Summation 32,891,301.0 548.2 46.575 1,129 1,5635.2
Included Data 8 8 8 8 8
Points
Total number of 8 8 8 8 8
Data Points
F = Unit Offline E = Exceedance ¢ = Calibration 8 = Substituted
= invalid M = Maintenance T = Out Of Control * = Suspect
Report Generated: 09/21/11 21:06 Report Version 3.0.0914 STACKVISION- 10of 1
2
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S /”7)”7/ /%w ',Pv/?"}ﬁ

e 3
Average Data
Plant: Manitowoc Public Utilities
Interval; 1 Minute
Type: Roll
Report Period: 09/21/2011 20:53 Through 09/21/2011 21:00
Time Online Criteria: 1 minute(s)

Source S20
Parameter S20CPFLO S20PFLOW S20PVAG S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFARRE)
09/21/11  20:53 3,985,368.0 66.4 5.821 149 1914
09/21/11  20:54 3,991,699.0 66.5 5.821 142 191.3
09/21/11  20:55 4,020,511.0 67.0 5.821 143 191.3
09/21/11  20:56 4,068,801.0 67.8 5.821
09721711 20:57 4,100,702.0 683 5.821
09/21/11 20:58 4,077,3300 68.0 5.821
09/21711 20:59 4,243,816.0 70.7 5.822
09/21/11 21:00 4,058,670.0 67.6 ' 5.821
Average 4,068,362.1 67.8 5.821 143 191.9
Minimum 3,985,368.0 66.4 5.821 141 1913
Maximum 4,243,816.0 70.7 5.822 143 1926
Summation 32,546,897.0 542.3 46.569 1,141 1,535.4
Included Data 8 8 8 8 8
Polnts
Total number of 8 8 8 8 8
Data Points
F = Unit Offline E = Exceedance C = Calibration 8 = Substituted

i = invalid

Report Generated: 09/21/11 21:06

M = Maintenance T=0ut Of Control  * = Suspect

Report Version 3.0.0914 STACKVISION-

1of1
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520 mid Lo RATA
Luon H

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roli
Report Period: 09/21/2011 21:12 Through 09/21/2011 21:18
Time Online Criteria: 1 minute(s)

Source S20
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unity (SCFH) (KSCFM) (PSiA) (KLBS/HR) (DEGFAHRE)
09/21/11  21:12 4,395,566.0 733 5.822 142 1916
09/21/11  21:13 4,086,891.0 68.1 5.823 142 1913
09721111 24114 4,267,707.0 714 5822 a2 192.3
09/21/11 21115 3,969,908.0 66.2 5.822 142 192.2
0972171121116 3,952,707.0 65.9 ’ st T a2 191.8
0072141 21:17 4,060,299.0 67.7 5.821 ST e ) 191.7
09/21/11 21118 4,140,416.0 69.0 5821 143 1919
Average 4,124,784.9 68.8 5822 142 191.8
Minimum 3,952,707.0 65.9 5.821 142 191.3
Maximum 4,395,566.0 733 5.823 143 192.3
Summation  28,873,494.0 4813 40.752 995 1,342.8
Included Data 7 7 7 7 7
Points
Total number of 7 7 7 7 7
Data Points
F = Unit Offline E = Exceedance C = Calibration $ = Substituted
o dnpvalid M = Maintenance T=0ut Of Control * = Suspect
Report Generated: 09/21/11 21:35 Report Version 3.0.0914 STACKVISION- 10of1
4
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Source

S0 wd s BATH
o 5
Average Data

Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 21:19 Through 09/21/2011 21:26
Time Online Criteria: 1 minute(s)

520
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/21/11  21:19 3,997,512.0 66.6 5.821 143 1921
09/21/11  21:20 4,195,107.0 69.9 5.822 144 191.7
0921111 21:21 4,126,261.0 68.8 5.821 145 1915
00/21/11  21:22 4,191,654.0 69.9 5.822 146 191.7
00/21/4121:23 "4,177,185.0 696 5822 7Y A 192.0
00/21/11 2124 3,976,940.0 663 5.822 145 932
09721711 21:25 4,085,001.0 68.1 T 5821 143 193.3
09/21/11° 21:26 4,098,987.0 68.3 5822 142 193.0
Average 4,106,080.9 68.4 5.822 144 192.3
Minimum 3,976,940.0 66.3 5.821 142 191.5
Maximum 4,195,107.0 69.9 5.822 147 193.3
Summation 32,848,647.0 547.5 46.573 1,155 1,638.5
Included Data 8 8 8 8 8
Poinls
Total number of 8 8 8 8 8
Data Poaints
F = Unit Offline E = Exceedance ¢ = Galibration $ = Substituted
b fryvalid M = Maintenance T = Out Of Control  * = Suspect
Report Generated: 09/21/11 21:35 Report Version 3.0.0914 STACKVISION- 1of1
5
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D0 il g PAA
Een(y

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 21:27 Through 09/21/2011 21:33
Time Online Criteria: 1 minute(s)

Source S20
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
00/21/11  21:27 4,081,028.0 68.0 5822 142 192.9
09/21/11  21:28 4,084,138.0 68.1 5.822 142 192.7
09/21/11 2129 4,017,734.0 67.0 5,822 142 193.0
09/21111  21:30 3,960,970.0 66.0 5.822 141 192.3
092111 21:31 41235670 68.7 Tse22 T T e
09/21/11 21:32 4,110,183.0 68.5 ' 5.821 141 192.1
09/21/11"21:33 4,054,344.0 67.6 5.821 142 1924
Average 4,061,709.1 67.7 5.822 142 1925
Minimum 3,960,970.0 66.0 5.821 141 191.8
Maximum 4,123,567.0 68.7 5.822 142 193.0
Summation 28,431,964.0 4739 40.752 991 1,347.2
Included Data 7 7 7 7 7
Paints
Total number of 7 7 7 7 7
Data Points
F = Unit Offline E = Exceedance ¢ = Calibration 8 = Substituted
= Invalid M = Maintenance T=0ut Of Control  * = Suspect
Report Generated: 09/21/11 21:36 Report Version 3.0.0914 STACKVISION- 1of1
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Source

S0 wd loas JATH-

Fun 7
Average Data

Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 21:42 Through 09/21/2011 21:48
Time Online Criteria: 1 minute(s)

$20
Parameter $20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/21/11  21:42 4,010,492.0 66.8 5822 141 192.4
09/21/11  21:43 3,968,873.0 66.1 5.822 142 192.4
09/21111  21:44 3,968,722.0 66.1 5.822 142 S 1924
09/21/11  21:45 3,986,835.0 66.4 5.822 142 192.1
002141 21:46 3,806,930.0 64.9 5.822 142 192.7
09721111 21:47 4,020,319.0 67.0 T sg22 T T a2 1933
09217111 2148 4,044,158.0 67.4 5.822 142 1932
Average 3,985,047.0 66.4 5.822 142 192.6
Minimum 3,896,930.0 64.9 5.822 141 192.1
Maximum 4,044,158.0 67.4 5.822 142 193.3
Summation 27,895,329.0 464.7 40.754 993 1,348.5
Included Data 7 7 7 7 7
Points
Total number of 7 7 7 7 7
Data Points
F = Unit Offline E = Exceedance ¢ = Calibration 8§ = Substituted
Lo fpvyalid M = Maintenance T =0ut Of Control * = Suspect
Report Generated: 09/21/11 22:11 Report Version 3.0.0914 STACKVISION- 10f1
7

MPUO00713




s0 mid laad K474
72 w1 g

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 21:49 Through 09/21/2011 21:55
Time Online Criteria: 1 minute(s)

Source

$20
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/21/11 21:49 4,083,449.0 68.1 5.822 142 192.6
09/21/11  21:50 4,108,200.0 68.5 5.822 142 192.6
09/21/11 2151 4,061,410.0 67.5 ’ 5,822 ) 142 T 19238
09/21111  21:52 4,065,720.0 67.6 5.822 143 193.4
09/21/11 24153 4,272,996.0 T2 5822 144 192.2
GBS $o525750 e gy
09/21/11° 2185 4,065,413.0 67.8 5.822 144 1921
Average 4,084,217.1 68.1 5.822 143 1925
Minimum 3,952,332.0 65.9 5.822 142 1915
Maximum 4,272,996.0 712 5.822 144 193.4
Summation 28,589,520.0 476.6 40.754 1,001 1,347.2
Included Data 7 7 7 7 7
Polints
Total number of 7 7 7 7 7
Data Points
F = Unit Offline E = Exceedance ¢ = Calibration § = Substituted
t= invalid M = Maintenance T = 0ut Of Control  * = Suspect
Report Generated: 09/21/11 22:11 Report Version 3.0.0914 STACKVISION- 10of 1
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0 il Joad K7
/?ufl g\

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 21:56 Through 09/21/2011 22:02
Time Online Criteria: 1 minute(s)

Source S20
Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unity (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/21/41 2156 4,153,624.0 69.2 5.822 144 1926
09/21/111  21:57 4,103,102.0 68.4 5.822 144 192.5
09/21/11 21:58 4,115,012.0 "68.6 5822 44 192.3
09/21/11  21:59 4,091,816.0 68.2 5.821 143 192.4
BT 555 35561130 s e 5
09721711 22:01 4,014,730.0 66.9 5.821 o 142 1932
09/21111 " 22:02 4,042,094.0 67.4 5,821 142 1932
Average 4,073,784.4 67.9 5.822 143 192.7
Minimum 3,996,113.0 66.6 5.821 142 192.3
Maximum 4,153,624.0 69.2 5.822 144 193.2
Summation 28,516,491.0 475.3 40.751 1,002 1,349.0
Included Data 7 7 7 7 7
Points
Total number of 7 7 7 7 7
Data Points
F = Unit Offline E = Exceedance G = Calibration 8 = Substituted
i Invalid M = Maintenance T =0ut Of Control  * = Suspect
Report Generated: 09/21/11 22:12 Report Version 3.0.0914 STACKVISION- 1of 1
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§20 i load A7
Average Data o | 0

Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/21/2011 22:03 Through 09/21/2011 22:08
Time Online Criteria: 1 minute(s).

Source S20

Parameter S20CPFLO S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)

09/21111  22:03 3,786,742.0 63.1 5.821 142 1925

00721711 22:04 4,045,779.0 67.4 5.821 141 1925

09/21/11  22:05 3,977,204.0 66.3 5.821 141 193.0

09/21/11  22:06 4,010,893.0 66.8 5.820 141 193.4

092141 2207 '4,089,696.0 g2 5.820 T 40 T 920

09/2141 22:08 4,090,647.0 68.2 5820 ’ 40 T 1927

Average 4,000,160.2 66.7 5.821 141 192.8

Minimum 3,786,742.0 63.1 5.820 140 1925

Maximum 4,090,647.0 68.2 5.821 142 193.4

Summation 24,000,961.0 400.0 34.923 845 1,457.0

inciuded Data 6 6 6 8 6

Points
Total number of 6 6 6 6 6
Data Points
F = Unit Offline E = Exceedance ¢ = Galibration $ = Substituted
§ = dnyvalid M = Maintenance T =0ut Of Control * = Suspect
Report Generated: 09/21/11 22:12 Report Version 3.0.0914 STACKVISION- 10of1
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CA foms [ A4

Average Data Run 4—

Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/22/2011 12:27 Through 09/22/2011 12:35
Time Online Criteria: 1 minute(s)

Source S20
Parameter $S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
{Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22111  12:27 3,105,694.0 1,839.0 51.8 4.595 81 172.6
09/22/11  12:28 3,344,198.0 1,839.0 55.7 4.504 82 172.7
09/22/11 12:29 3,368,043.0 1,839.0° TB61 4593 82 172.9
09/22/11  12:30 3,375,275.0 1,839.0 56.3 4593 78 172.4
09/22/11 12:31 3,422,424.0 18380 T si0 4503 76 1716
09122111 12:32 3,349,619.0 1,839.0 '55.8 4593 ! 1715
09/22111 " 12:33 3,484,754.0 1,839.0 58.1 4593 92 1714
09/22111  12:34 '3,575,488.0 1,839.0 59.6 4593 89 170.6
09/22/11  12:35 3,423,750.0 1,839.0 57.1 4.593 82 170.1
Average 3,383,249.4 1,839.0 56.4 4.593 83 171.8
Minimum 3,105,694.0 1,839.0 51.8 4.593 76 170.1
Maximum 3,575,488.0 1,839.0 59.6 4.595 92 172.9
Summation 30,449,245.0 16,551.0 507.5 41.340 745 1,545.8
Included Data 9 9 9 9 9 [}
Points
Total number of 9 9 9 9 9 9
Data Points
F = Unit Offline E = Exceedance C = Calibration 8 = Substituted
iw invalid M = Maintenance T=Out Of Control  * = Buspect
Report Generated: 09/22/11 12:43 Report Version 3.0.0914 STACKVISION- 1of1
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Sﬂ;x.) Luu llc\.asp/ 72/7’«7)4

Average Data

Plant: Manitowoc Public Utilities

Interval: 1 Minute

Type: Roll
Report Period: 09/22/2011 12:50 Through 09/22/2011 13:00
Time Online Criteria: 1 minute(s)

Pon 2

Source S20
Parameter $20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/111  12:50 3,576,390.0 1,839.0 59.6 4.591 78 1714
09/22011 1254 3,433,576.0 1,839.0 57.2 4.590 83 170.9
09/22/11  12:52 3,366,349.0 11,8390 56.1 4,590 85 170.9
09/22/11  12:53 3,467,327.0 1,839.0 57.8 4,590 79 171.3
09/22/11 12:54 3,511,835.0 1,839.0 585 4.590 76 1714
s Ty . w0 e ac y Fid
09722141 12:56 3,437,487.0 1,839.0 573 "4.580 82 171.0
09/22111  12:57 3,477,498.0 1,839.0 58.0 4.590 82 171.6
09/22/11  12:58 3,371,045.0 1,839.0 56.2 4.590 80 172.4
09/22/11  12:59 3,237,658.0 1,839.0 54,0 4.590 77 1721
09/22/11  13:00 3,347,921.0 1,839.0 55.8 4.590 76 1717
Average 3,426,237.2 1,839.0 57.1 4.590 80 1714
Minimum 3,237,658.0 1,839.0 54.0 4.590 76 170.9
Maximum 3,576,380.0 1,839.0 59.6 4.591 85 172.4
Summalion  37,688,609.0 20,229.0 628.2 50.491 876 1,885.5
Included Data 1 11 1 1 1 11
Points
Total number of 11 1 11 11 11 11
Data Points
F = Unit Offline E = Exceedance ¢ = Calibration S = Substituted
Par fnyvalid M = Maintenance T = Out Of Controt  * = Suspect

Report Generated: 09/22/11 13:11

Report Version 3.0.0914

22

STACKVISION-

10of1

MPUO00728




06 Low floe Pyory

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute

Type: Roll
Report Period: 09/22/2011 13:20 Through 09/22/2011 13:30
Time Online Criteria: 1 minute(s)

72://1 3

Source S20
Parameter $20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22111  13:20 3,439,427.0 1,839.0 57.3 4500 80 1717
09/22111  13:21 3,608,830.0 1,839.0 61.6 4.590 79 171.2
0972211 13:22 3,637,642.0 1,839.0° 606 4.590 78 1715
09/22/11  13:23 3,641,954.0 1,839.0 9.0 4.590 76 1718
00/22/11 13:24 1'3,491,640.0 T 183906 B 4591 80 1717
09/22/41 " "13:25 3,466,069.0 1,839.0 578 4592 83 1714
09/22111 13:26 3,492,620.0 1,839.0 582 4.501 82 1714
09/22/11  13:27 ©3,539,113.0 1,839.0 59.0 4.591 79 170.9
09/22111  13:28 3,487,391.0 1,839.0 58.1 4.501 78 170.7
09/22111  13:29 3,462,090.0 1,839.0 57.7 4,591 77 171.2
09/22111  13:30 3,351,052.0 1,839.0 55.9 4,591 79 170.9
Average 3,509,802.5 1,839.0 58.5 4.591 79 171.3
Minimum 3,351,052.0 1,839.0 55.9 4.590 76 1707
Maximum 3,698,830.0 1,839.0 61.6 4.592 83 171.7
Summation 38,607,828.0 20,229.0 643.4 50.498 871 1,883.9
Included Data 11 11 1 )| 1" 11
Points
Total number of " 11 1 1 11 11
Data Points
F = Unit Offline E = Exceedance ¢ = Gallbration $ = Substituted
e invalid M = Maintenance T = Qut Of Control * = Suspect
Report Generated: 09/22/11 13:41 Report Version 3.0.0914 STACKVISION- 10f1
23
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(QO L oce #Z)h/ E/%M

Kot
Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/22/2011 13:50 Through 09/22/2011 14:00
Time Online Criteria: 1 minute(s)

Source S20
Parameter S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/11  13:50 3,526,725.0 1,839.0 58.8 4590 79 170.7
09/22/11  13:51 3,404,742.0 1,839.0 56.7 4.590 83 170.7
09/22/11  13:52 3,431,819.0 1,839.0 572 4.500 84 170.6
09/22/11  13:53 3,482,380.0 1,839.0 58.0 4,590 82 170.7
09/22/11 13:54 3,481,845.0 1,839.0 580 a0 79 4714
09722111 13:85 3,893,551.0 1,839.0 (2K 4591 A 172.2
09/22/11  13:56 3,792,128.0 1,839.0 632 4591 77 1731
09/22/11  13:57 3,277,6750 1,839.0 54.6 ) 4.591 83 171.9
09/22/11  13:58 3,445,720.0 1,839.0 57.4 4.591 86 1714
00/22/11  13:59 3,520,890.0 1,839.0 58.7 4.590 80 171.2
09/22/11  14:00 3,430,769.0 1,839.0 57.2 4.590 76 1715
Average 3,517,113.1 1,839.0 58.6 4.590 81 171.3
Minimum 3,277,675.0 1,839.0 54.6 4.590 76 170.6
Maximum 3,893,551.0 1,839.0 64.9 4,501 86 173.1
Summation 38,688,244.0 20,229.0 644.7 50.494 886 1,884.8
Included Data 11 1 1 11 11 1
Points
Total number of 11 11 " 11 x| 11
Data Points
F = Unit Offline E = Exceedance ¢ = Galibration 8 = Substituted
e dnyvalid M = Maintenance T =0ut Of Control  * = Suspect
Report Generated: 09/22/11 14:16 Report Version 3.0.0914 STACKVISION- 1of1
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SO0 Lew o RITHA

Average Data

Plant: Manitowoc Public
Interval; 1 Minute
Type: Roll

Utilities

.Pv/) gw

Report Period: 09/22/2011 14:30 Through 09/22/2011 14:40
Time Online Criteria: 1 minute(s)

Source S20

Parameter $20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22111  14:30 3,560,975.0 1,839.0 59.2 4594 81 1724
09/22111  14:31 3,538,541.0 1,839.0 59.0 4.593 78 1727
00/22/11  14:32 3,709,989.0 1,830.0 T el8 4593 79 172.3
09/22/11  14:33 3,234,418.0 1,839.0 53.9 4.593 81 173.0
00/22/11  14:34 7 73,383,068.0 1,839.0 56.4 4593 80 1734
00/22/11 14:35 3,424,948 XX R - A 4.593 84 718
09/22/11 14:36 3,495,259.0 1,839.0 58.3 4593 80 1717
00/22/11 " 14:37 3,433,422.0 1,839.0 57.2 4.592 79 171.8
09/22/11  14:38 3,419,287.0 1,839.0 57.0 4.592 81 172.1
09/22/11  14:39 3,574,225.0 1,839.0 59.6 4,593 76 172.3
09/22/11  14:40 3,510,608.0 1,839.0 68.5 4593 79 172.3
Average 3,479,521.9 1,839.0 58.0 4.593 80 1723

Minimum 3,234,418.0 1,839.0 53.9 4592 76 171.7

Maximum 3,709,989.0 1,839.0 61.8 4.594 84 173.4
Summation 38,274,740.5 20,229.0 638.0 50.522 878 1,895.8
Included Data 11 1 1 11 11 11

Points
Total number of 1" 11 11 11 11 11
Data Polints
F = Unit Offline E = Exceedance G = Galibration $ = Substituted

P nvalid

Report Generated: 09/22/11 14:57

M = Maintenance T = Out Of Control

Report Version 3.0.0914

25

* = Suspect
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526 Cecy Load Rhry

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/22/2011 15:00 Through 09/22/2011 15:10
Time Online Criteria: 1 minute(s)

/?u"/l (j

Source S20
Parameter S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTUJ/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/11  15:00 3,481,011.0 1,839.0 58.0 4.596 76 1725
09/22/11  15:01 3,638,555.0 1,839.0 60.6 4.597 76 1718
09/2211 ~ 15:02 3,200,540.0 1,830 B X R 4596 79 17256
09/22/11  15:03 3,344,319.0 1,839.0 4.597 83 1734
09/22/11  15:04 3,867,832.0 1,839.0 T a9 84 1726
09/22/11 15:05  3,571,337.0 1,839.0 T UBes T 4508 80 1722
09/22/11 " 15:06 3,475,115.0 1,839.0 579 4568 79 1718
09/22111 1507 3,619,160.0 1,839.0 60.3 4598 82 1721
09/22/11  15:08 3,626,066.0 1,839.0 60.4 4.599 83 172.0
09/22/11  15:09 3,505,511.0 1,839.0 58.4 4598 83 172.0
09/22111  15:10 3,421,677.0 1,839.0 57.0 4599 79 171.7
Average 3,522,829.4 1,839.0 58.7 4.598 80 172.2
Minimum 3,200,540.0 1,839.0 53.3 4.596 76 1717
Maximum 3,867,832.0 1,839.0 64.5 4.599 84 173.1
Summation 38,761,123.0 20,229.0 645.6 50,573 884 1,894.4
Included Data 11 11 11 11 11 "
Points
Total number of 11 11 11 11 11 "
Data Points
F = Unit Offline E = Exceedance G = Calibration 8 = Substituted
b= dnvalid M = Maintenance T = Out Of Control  * = Suspect
Report Generated: 09/22/11 15:21 Report Version 3.0.0914 STACKVISION- 1of 1
26

MPU00732




SO Low [ee RAM

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/22/2011 15:30 Through 09/22/2011 15:40
Time Online Criteria: 1 minute(s)

Pon 7

Source S20
Parameter S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/11  15:30 3,287,254.0 1,839.0 548 4.599 77 1722
00/22/11  15:31 3,392,689.0 1,839.0 56.5 4.599 79 172.0
09/22111  15:32 3,200,792.0 1,839.0 535 T 4800 82 171.8
09/22111  15:33 3,382,599.0 1,839.0 56.4 4.600 82 172.0
09/2211  15:34 3,414,681.0 1,839.0 56.9 . 4.600 82 171.8
09/22/111 " 15136 " 3,681,561.4 1,839.0 614 4.600 82 1721
09/22/11 15:36 3,643,956.0 1,839.0 60.7 4,599 81 172.7
09/22/11 1637  3524,992.0 1,839.0 B 4 4,599 79 1726
09/22/11  15:38 3,440,798.0 1,839.0 573 4.599 79 17241
09/22/11  15:39 3,408,959.0 1,839.0 56.8 4.599 79 1716
09/22/11  15:40 3,414,849.0 1,839.0 56.9 4.599 78 1715
Average 3,436,557.3 1,839.0 57.3 4.599 80 172.0
Minimum 3,209,792.0 1,839.0 53.5 4.599 77 1715
Maximum 3,681,561.4 1,839.0 61.4 4.600 82 1727
Summation 37,802,130.4 20,229.0 629.9 50,593 880 1,892.3
Included Data 11 11 1 11 it 1
Points
Total number of 11 1" 1 1" 11 11
Data Points
F = Unit Offline E = Exceedance C = Calibration 8 = Substituted
P Invalid M = Maintenance T =0ut Of Control * = Suspect
Report Generated: 09/22/11 15:46 Report Version 3.0.0914 STACKVISION- 10of1
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50?0 (oo /[Z/w K/‘f“f#

Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/22/2011 16:00 Through 09/22/2011 16:10
Time Online Criteria: 1 minute(s)

[Con &

Source 520
Parameter S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/11  16:00 3,528,365.0 1,839.0 58.8 4.601 79 172.0
09/22111  16:01 3,623,216.0 1,839.0 60.4 4.601 80 1719
09/22111  16:02  3,620,747.0 18390 60.3 T 4802 77 1723
09/22/111  16:03 3,637,476.0 1,839.0 59.0 4.602 77 1725
09/22/11 16:04 3,478,376.0 18300 58.0 4,602 76 1724
09/22/11" '16:06 73,488,710.0 1,839.0 ; 58.1 4602 79 172.9
09/22/11 1606 3,643,522.0 1,839.0 ' 60.7 4,601 i 1745
09/22/11  16:07 3,442,401.0 1,839.0 57.4 " 4801 81 173.6
09/22111  16:08 3,389,993.0 1,839.0 56.5 4.601 81 1726
09/22111  16:09 3,327,914.0 1,839.0 55.5 4,601 81 171.8
09/22/11  16:10 3,421,019.0 1,839.0 57.0 4.601 81 172.2
Average 3,500,158.1 1,839.0 58.3 4.601 79 1726
Minimum 3,327,914.0 1,839.0 55.5 4.601 76 171.8
Maximum 3,643,522.0 1,839.0 60.7 4,602 81 174.5
Summation 38,501,739.0 20,229.0 641.7 50.615 873 1,898.7
Included Data 1 1 1 11 11 11

Points
Total number of 1 11 1 11 11 11
Data Points
F = Unit Offline E = Exceedance C = Calibration 8 = Substituted

fa ly
Report Generated: 09/22/11 16:21

vaiid

M = Maintenance T = Out Of Control  * = Suspect

Report Version 3.0.0914 STACKVISION-

28
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Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute

Type: Roll
Report Period: 09/22/2011 16:30 Through 09/22/2011 16:40
Time Online Criteria: 1 minute(s)

S0

Low o 24979
Fuea 9

Source S20
Parameter S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTU/CF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/11  16:30 3,538,035.0 1,839.0 59.0 4,601 80 1719
09/22/11  16:31 3,522,775.0 1,839.0 58.7 4.601 82 171.8
09/22111  16:32 3,275,810.0 1,839.0 54.6 4.602 82 1714
09/22111  16:33 3,386,910.0 1,839.0 56.4 . 4.602 79 171.7
09/22/111 " "16:34 3,428,543.0 1,839.0 574 4.603 78 1716
09/22/11 16:35 3,420,015.3 1,839.0 57.0 4603 78 1718
00/22/11"16:36 3,709,176.0 1,839.0 61.9 4.603 79 1728
09/22/11  16:37 3,477,253.0 1,839.0 58.0 4602 78 1726
09/22/41  16:38 3,459,481.0 1,839.0 57.7 4602 77 172.0
09/22111  16:39 3,429,787.0 1,839.0 57.2 4.602 76 171.6
09/22/11  16:40 3,477,915.0 1,839.0 58.0 4.601 80 1717
Average 3,465,972.8 1,839.0 57.8 4.602 79 171.9
Minimum 3,275,810.0 1,839.0 54.6 4.601 76 171.4
Maximum 3,709,176.0 1,839.0 61.9 4.603 82 172.8
Summation 38,126,700.3 20,229.0 6356 50.622 869 1,890.9
Included Data 11 11 11 1 1 "
Points
Total number of 1 11 11 11 11 1
Data Points
F = Unit Offline E = Exceedance C = Calibration 8 = Substituted
b invalid M = Maintenance T=0ut Of Control * = Suspect
Report Generated: 09/22/11 16:41 Report Version 3.0.0914 STACKVISION- 1of1
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S0 Loy floes R4 79

>
Een (d
Average Data
Plant: Manitowoc Public Utilities
Interval: 1 Minute
Type: Roll
Report Period: 09/22/2011 17:00 Through 09/22/2011 17:10
Time Online Criteria: 1 minute(s)
Source S20
Parameter S20CPFLO S20FFACT S20PFLOW S20PVAC S20STEAM S20STEMP
(Unit) (SCFH) (MMBTUICF) (KSCFM) (PSIA) (KLBS/HR) (DEGFAHRE)
09/22/11  17:00 3,575,210.0 1,839.0 59.6 4.603 82 1712
09/22111  17:01 3,565,141.0 1,839.0 59.4 4.603 81 171.2
09/22111  17:02 3,290,571.0 1,839.0 548 4603 77 171.0
09/22/11  17:03 3,230,215.0 1,839.0 53.8 4.602 74 1719
00/22/11  17:04 3,494,543.0 1,839.0 58.2 4.603 79 1724
09/22/11 " 17:05 3,575,437.0 1,839.0 59.6 4603 78 1724
0922111 47:06 3,331,192.0 1,839.0 55 4603 80 171.0
09/22/11  17:07 "73,538,530.0 18390 590 4603 83 1711
09/22/11  17:08 3,574,100.0 1,839.0 59.6 4.604 83 170.9
09/22111  17:09 3,497,222.0 1,839.0 58.3 4.604 80 170.6
09/22/11  17:10 3,395,780.0 1,839.0 56.6 4,603 79 170.8
Average 3,460,721.9 1,839.0 57.7 4.603 80 171.3
Minimum ’ 3,230,215.0 1,839.0 53.8 4,602 74 170.6
Maximum 3,575,437.0 1,839.0 59,6 4.604 83 1724
Summation 38,067,941.0 20,229.0 634.4 50,634 876 1,884.5
Included Data 11 11 1" 11 11 11
Points
Total number of 11 11 1" 11 1 11
Data Points
F = Unit Offline E = Exceedance C = CGalibration 8 = Substituted
= fnvalid M = Maintenance T = Out Of Control * = Suspect
Report Generated: 09/22/11 17:12 Report Version 3.0.0914 STACKVISION- 1of1
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APPENDIX 1

PROCEDURES
Please Note: In an effort to conserve paper,
the procedure section of the appendix has been
reserved for explanations of EPA methodology
deviations. Please refer to the specific
EPA Methods on the following EPA website:
http://www.epa.gov/ttn/emc/
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CALCULATION EQUATIONS
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1550
data; correct each wet CEMS run using the corresponding CEMS

moisture monitor date using Equation 2-1.

Concentration(wet)‘ E 5.1
(1-B,) q- &

Concentration ., =

12.1.2 Correction to Units of Standard (as
applicable). Correct each dry RM run to the units of the
emission standard with the corresponding Method 3B data;

correct each dry CEMS run using the corresponding CEMS

diluent monitor data as follows:

12.1.2.1 Correct to Diluent Basis. The following is

an example of concentration (ppm) correction to 7% oxygen.

_ By 20.9-7.0
me(ccrr) - ppm(\u{corr) [ 20-9-%02(&3) ] Eq. 2-2

The following is an example of mass/gross calorific

value (lbs/million Btu) correction.
1bs/MMBtu = ConCy (F-factor) (20.9/20.9- %0,)

12.2 Arithmetic Mean. Calculate the arithmetic mean

of the difference, d, of a data set as follows:
- 1% | : .
d=——2:di ‘Bg. 2-3
n il U '

where:

n = Number of data points.

n .
E:cg.= Algebraic summation of the individual differences d;.
=1
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12.3 Standard Deviation. Calculate the standard

deviation, Sg, as follows:

1
z

pai-=%

12.4 Confidence Coefficient. Calculate the 2.5

percent error confidence coefficient (one-tailed), cCcC, as

follows:
sd
CC=tg 975 —= Eg. 2-5
/n
to.e75 = t-value (see Table 2-1).

where:

12.5 -‘Relative Accuracy. Calculate the RA of a set of

data as follows:

KA=~U§1;iggllxiOO ~ Eg. 2-86
RM .
whereﬁ
15| = Absolute vg;ue of the mean differencesA(from
| Equation 2-3). 4
|cCl= | Absolute value of the confidence  coefficient

(from Equation 2-3).

a 2
2. S
=1 i Eq. 2—4- B

|
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RM = Average RM value. In cases where the

average emissions for the test are less than -

50 percent of the applicablg'standard,
substitute the emission standard value in
- the denominator of Eq. Z—G'in place of RM.
~ In all other cases, use RM. .
'13.0 Method Performanég. \
13.1 Calibration Drift Performance Specification.
The CEMS calibration musf not drift or deviate from the
reference value of the gas cylinder, gas cell, or optical
filter by more than 2.5 percent of the span value. If the
CEMS includes pollutant and diluent monitors, the CD must be
~determined ;eparately for each in terms of concentrations
(See Performance Sﬁecification 3 for tﬁe diluent
specifications), and none of tﬁe CDs may exceed the
specification.
13.2 Relative Accuracy Performance Specification.
The RA of the CEMS must be no greater than 20 percent when
RM is ﬁsed in the dénominator of EQ.. 2-6 (average emissions
during test are greater than 50 ﬁercent of the emission
standard) or 10 pércent when the appiicable emission
”standafd is used in Fhe‘denominator of Eq. 2—6 (average.
emissions during test are less than 50 percent of the

emission standard).
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